
2
5

END CONST.

POT Sta.  28+00.00 -Y3-

POT Sta.  28+37.14 -Y3-

POT Sta.  13+94.13 -Y3B-

POT Sta.  13+10.00 -Y3B-

END CONST.
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PT Sta.  24+25.69 -Y3-

PC Sta.  12+36.23 -Y3B-

POC Sta.  24+00.00 -Y3-
POT Sta.  10+00.00 -Y3B-

OFFSET = 211.63’ RT

POT Sta. 210+62.36 -L-

PT Sta.  11+10.10 -Y3C-

PC Sta.  10+42.03 -Y3C-

POT Sta.  10+00.00 -Y3C-

PC Sta.  11+98.58 -Y3C-

PT Sta.  12+65.95 -Y3C-
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-Y3C- STA. 11+88 TO 13+50 RT.
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-Y3- STA. 24+46 TO 26+00 RT.
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SHOWN ON THIS SHEET
ONLY WATER LINE CONSTRUCTION

WATER LINES OWNED BY JONES COUNTY
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SEE SHEET 37-38 FOR -Y3- PROFILE

SEE SHEET 40 FOR -Y3C- PROFILE

SEE SHEET 40 FOR -Y3B- PROFILE
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11.25 DEGREE BEND

38.00’ RT

+67.00 (-Y3-)

45 DEGREE BEND

38.00’ RT

+32.45 (-Y3-)

45 DEGREE BEND

17.00’ RT

+53.43 (-Y3-)

WATER LINE; BEGIN NEW 6" WATER LINE

CONTRACTOR SHALL LOCATE EXIST. 6"

PROP. 6" VALVE

 
 

R/W, TYP.

5’ MIN. INSIDE

6" PLUG

PROP. 

1-6" PLUG

PROP.

3X ENLARGEMENT

INSET "H"

THRUST COLLAR

VALVE (TIE TO EX. 6")

45 DEGREE BEND

Water Line

Exist. 6"

BACKFILLING SHALL BE ALLOWED

AND RESTRAINT OF 45 DEGREE BEND, AND

3,000 PSI STRENGTH BEFORE INSTALLATION

AND ALLOW CONCRETE TO OBTAIN

PROVIDE THRUST COLLAR PER DETAIL

STA 26+97 (-Y3-) = STA 19+38 

END WATER LINE STATIONING
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SEE SHEET UC-15

WATER LINE (2)

PROP. 608’ OF 6"

(TYP.)NCDOT STATIONING 

STATIONING (TYP.)

WATER LINE

R/W (TYP.)

7’-0" MIN. INSIDE

6" UTILITY PIPE
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