5/14/99

REVISIONS

R/W REVISION 7-28-14 (DWG) - ADDED A SECOND CLAIM OF PUE ON PARCEL 134Z (RANDY D. RIGGS, ET AL).

PREPARED IN THE OFFICE OF: PROJECT REFERENCE NO.

SHEET NO.

PROP. 61" OF 20”
ENCASEMENT PIPE

WATER LINES OWNED BY JONES COUNTY

R-2514C UC-20

Exist. 6" Water

Ll

DESIGNED BY: BJPO

+80.00 (-Y1-) Line (Approx) BY OPEN CUT
45.00' RT »ﬁ(‘ 007 THE WOOTEN COMPANY DRAWN BY: TK e,
11.25 DEGREE BEND Exist. 10° Water NAD 8%/ SRS 2 ENGINEERING | PLANNING | ARGHITECTURE CHECKED BY: BJPO R «f}--g-f\-l-?f.‘f"",
Line (Approx) 120 North B . SO CESST S,
orth Boylan Avenue Raleigh NC 27603-1423 N AN [0) ..‘7 [
+57.00 (-Y1-) 919.828.0531 fax 919.834.3589 APPROVED BY: MDS SR .

PROP. 10” TAPPING VALVE

INSET “A”

47.00' RT
10”"x10"x6" TEE

License Number: F-0115 2 Do.e.l.JSQfgned §yE AL (.'-.
REVISED: EB :. Ovchwndd :
HORIZONTAL SCALE = Bupian o

VERTICAL SCALE 660

+45.00 (-Y1-),16.30" It

(2x Enlargement) T’ | e | R CAROUNA | g e
PROP. 10" VALVE RN
+51.00 (-Y1-) TRANSPORTATION ’n,%. P. 0:5:\\9
oF & o ONLY WATER LINE CONSTRUCTION 2/4/207s
PROP. 35’ OF 6” WATER LINE (7) 34.00' LT UTILITIES ENGINEERING SEC.
SEE SHEET UC-36 10” x 10” TEE SHOWN ON' THIS SHEET PREAX: (919 250 411 UTILITY CONSTRUCTION
PROP. 6” TAPPING VALVE PROP. 10" VALVE

5550 o /' / UTILITY CONSTRUCTION

+81.00 (-Y1-), 14.00’ RT

26.00° LT +58.00 (-Y1-) /
(@) PROP. 6” INSERT VALVE 225 DEGREE BEND 44.00°RLT / 4
— - 22.5 DEGREE BEND Sy
| PROP. 10” INSERT VALVE INSET "A” 7
O vk PROP . , / +44.26 (Y1)
2-6" PLUGS : \ / 26.00' LT
" / .
:) RELOCATE WATER 2-10" PLUGS \ y / 11.25 DEGREE BEND
METER y /
— +59.00 (-Y1-) R /
LLJ 47.00°RLT 4 f/
45 DEGREE BEND
LL] /
T +46.00 (-Y1-)
WATER LINE 5’0" MIN. INSIDE / 31.00" LT
(L PROP. 1,121" OF 10” WATER LINE (4) STATIONING (TYP.) RW (TYP.) > 45 DEGREE BEND
SEE SHEET UC-35
LL] +00.00 (L)
LLl — 5'-0” MIN. INSIDE 120.00’ LT o
(¥p) RW (TYP.) 45 DEGREE BEND 20'-0" MIN.
3 S S 3 3 3 8 8 3 INSIDE RW
< e & s 5 5 s ~ &
o ~ ~ = = ~ ~ ~ ~ S
o ol ]
o 10" WL o 7. 10 : 10" WL : ‘ 10" WL o . —— . ) 10" /WL : 10" WL : = : 0 C_____C______(L\\ Cc
+ S c | € cccec,,c o << < ¢ cc T ¢ Ee ¢ c _’__c_’__,SC/f——-—‘“"" "—-:Ai s -~
TILTRLL < 8 . & e St Z=8 \AAAN RN R e - 2 T 77 L L 5'-0” MIN. INSIDE
/
+88.00 (Y1)
g /—/ /e 54.00' LT
A 77 ® /" / 22.5 DEGREE BEND ———
< — NCDOT STATIONING (TYP.) / / PROP. 303’ OF 20" —
- [ [ // / ENCASEMENT PIPE =
% > 0 24, [ ———F BY OPEN cut | — — " __°
I L - e /
(V) 2%5 — | ZIO |’; — T S | f/ , | | P
| _ = >N 1 |
’ /
_II / > > o . — f
| 7 I e Gy IR G / -17
—) / —)
w (= / / N —
- L 7
L = - - S = S > %00
INSONNNNNN S LELoC ey’ LK -~ = S e — NS ey > 3¢ <
RESSERLELLLLLL & — c
O ¢ c o [UEESS S ————— c ¢ c ¢ ¢ ¢ NISSSSSSH 7 T 1 LI L LLLLL LI L L T
= \ ULESSC c ) < ‘4 ‘ c K
/ — - C
\ ) B = C
C \\///
C C
C
?7400 S
ABANDON 635’ OF
6" UTILITY PIPE
RELOCATE WATER
METER ABANDON 655’ OF
10” UTILITY PIPE
N

\ PROP. 675’ OF 10” WATER LINE (5)

SEE SHEET UC-35

\ WATER LINE

STATIONING (TYP.)

5_0" MIN. INSIDE
RW (TYP.)

%
SOONSSPS$3SS$B5$55$S

$
$

ABANDON 400’ OF
10” UTILITY PIPE

ABANDON 400’ OF
8" UTILITY PIPE

NOTE: ALL DRIVES ARE

PAVE ALL DRIVES TO BACK OF TURNOUT RADIUS.
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FOR DRIVEWAY PROFILE DETAILS.
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