
PROP.WATER LINE

EXIST.GRADE @

PROP.WATER LINE

PROP.GRADE @

PROP.WATER LINE

EXIST.GRADE @

PROP.WATER LINE

PROP.GRADE @

45°BEND

11.25°BEND

RESPONSIBILITY OF THE CONTRACTOR)

REQUIRED SHALL BE THE

(ACTUAL PIT SIZE & ANY SHORING

15'X30' BORE PIT

6"X6"X6"TEE

6" VALVE

ENCASEMENT PIPE

170 LF 12"

OF 12" NOT IN SOIL

85 LF TRENCHLESS INSTALLATION

OF 12" IN SOIL

85 LF TRENCHLESS INSTALLATION

WATER LINE

1,300 LF 6"

UNDER PROPOSED DITCH ELEV.)

(TO ALLOW FOR FUTURE SERVICES

-W1- STA 10+50 TO 15+50

4'COVER MINIMUM

MIN.(TYP.)

3'COVER
6" VALVE

WATER LINE

1,021 LF 6"

UNDER PROPOSED DITCH ELEV.)

(TO ALLOW FOR FUTURE SERVICES

-W1- STA 27+50 TO 33+00

4'COVER MINIMUM

MIN.(TYP.)

3'COVER

45°BEND

11.25°BEND

6"X6"X6"TEE

THE CONTRACTOR)

THE RESPONSIBILITY OF

SHORING REQUIRED SHALL BE

(ACTUAL PIT SIZE & ANY

10'X15' RECEIVING PIT
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EXIST.  MCNC F.O.

(APPROX.)

WATER LINE

EXIST.  6" PVC
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WATER LINE

EXIST.  6" PVC

HINDE
ENGINEERING

401 Harrison Oaks Blvd., Suite 145   Cary, NC 27513

License No. C-2639

12/4/15

UTILITY CONSTRUCTION

W-5518 UC-8

CDB

CLS

CLS

JNA

PVC,SDR21

BEGIN W/L CONSTRUCTION

-L-STA 12+69.90 (15.22 RT)

-W1-STA 10+00.00

45°BEND W/ WALL BLOCKING

TIE TO EXIST. 6"PVC WATER LINE

BY BORE & JACK

0.250"THICK,

  

L

NA

IOSSFE
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N
O
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E
NGINEE

R

PVC,SDR21

-L-STA 35+48.44 (15.40 RT)

-W1-STA 33+20.29

45°BEND W/ WALL BLOCKING

TIE TO EXIST. 6"PVC WATER LINE

END W/L CONSTRUCTION

-W1-STA 31+91 TO 33+21

JOINT PVC PIPE

USE RESTRAINED

-W1-STA 19+20 TO 21+80

USE RESTRAINED JOINT PVC PIPE

-W1-STA 10+00 TO 11+30

JOINT PVC PIPE

USE RESTRAINED

-W1-STA 23+44 TO 24+05

JOINT PVC PIPE

USE RESTRAINED
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