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UTILITY CONSTRUCTION
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UTILITIES ENGINEERING SEC.
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BCH

BCH

JLT

MRB

ENGINEERS

TGS

CORP. LICENSE NO.: C-0275

PH (704) 476-0003

SHELBY, NC 28150

804-C N. LAFAYETTE ST

TGS ENGINEERS

UC-6B-5123

16" WATERLINE  WL-1SEE SHEET UC-4 AND UC-5 FOR 16" WATER PLAN
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PROFILE (HORIZONTAL)
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PROFILE (VERTICAL)
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MIN

3’ 

MIN

3’ 

C
LL

-SRVRD- STA 16+25.22 

WL-1 STA 1+08.62

-SRVRD- ALIGNMENT

EXISTING GRADE

PROPOSED GRADE-L- STA. 22+98.41 RT 97.2’

WL-1 STA. 3+15.15 

STORM INV. = 570.4 +/-

PROPOSED 15" STORM PIPE

-L- STA. 26+63.09 RT 98.6’

WL-1 STA.6+79.83

TEE FOR HYDRANT

PROP. 16"x6" 

-L- STA 30+22.35  RT 44.6’

WL-1 STA 10+65.80

16" WATER LINE

TIE-IN TO EXISTING

END WATER LINE

-L- STA. 30+04.44 RT 48.2’

WL-1 STA.10+46.21

PROP. 45° HORIZ. BEND

-L- STA. 30+07.85 RT 10+50.99’

WL-1 STA. 10+50.99

PROP. 45° HORIZ. BEND

-L- STA. 27+27.08  RT 48.1’

WL-1 STA.7+64.80

BEGIN POLY-WRAP

PROP. 45° HORIZ. BEND

-L- STA. 26+76.67 RT 98.7’

WL-1 STA.6+93.42

PROP. 45° HORIZ. BEND

BENEATH STREAMBED

5’ MIN

-L- STA. 21+38.26 RT 96.6’

WL-1  STA 1+55

BEGIN TRENCHLESS INSTALLATION

(SEE DETAIL SHEET 3A)

-L- STA. 21+18.26 RT 96.5’

WL-1 STA. 1+35

PROP. BLOW-OFF ASSEMBLY

GRADE

EXISTING 

GRADE

PROPOSED 

-L- STA. 19+96.57 RT 63.2’ 

WL-1 STA 0+00

16" WATER LINE

TIE-IN TO EXISTING

BEGIN WATER LINE
-L- STA. 20+20.00  RT 76.2’ 

WL-1 STA. 0+28.69 

STORM INV. = 575.0 +/-

PROPOSED 15" STORM PIPE

-L- STA. 20+40.69 RT 96.2’’

WL-1 STA. 0+57.43

PROP. 45° HORIZ. BEND

-L- STA. 20+06.47 RT 63.2’

WL-1 STA. 0+10.00

PROP. 45° HORIZ. BEND

-L- STA. 22+58.26 RT 97.0’

WL-1  STA 2+75

END TRENCHLESS INSTALLATION

-L- STA. 

WL-1 9+29.60

END POLY-WRAP

-L- STA. 28+96.07 RT 46.6’

WL-1 STA. 9+35.32

PROP. 16" VALVE

-L- STA. 29+05.16 RT 46.6’

WL-1 STA.9+44.62

TEE FOR HYDRANT

PROP. 16"x6" 

BV
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