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PROPOSED 12"x6" CROSS

6" WATER LINE

PROPOSED 393 LF OF
6" WATER LINE

PROPOSED 311 LF OF

12" WATER LINE

PROPOSED 574 LF OF

8" SANITARY GRAVITY SEWER

PROPOSED 164 LF OF

8" SANITARY GRAVITY SEWER

PROPOSED 193 LF OF

GRAVITY SEWER

8" SANITARY 

PROPOSED 89 LF OF

MANHOLE, TYP.

REMOVE UTILITY

MANHOLE, TYP.

ABANDON UTILITY

HYDRANT

RELOCATE FIRE

HYDRANT

RELOCATE FIRE

8" SANITARY GRAVITY SEWER

PROPOSED 176 LF OF

8" SANITARY GRAVITY SEWER

PROPOSED 42 LF OF

8" SANITARY GRAVITY SEWER

PROPOSED 47 LF OF

8" SANITARY GRAVITY SEWER

PROPOSED 89 LF OF

8" SANITARY GRAVITY SEWER

PROPOSED 111 LF OF

8" UTILITY PIPE

ABANDON 82 LF OF

12" UTILITY PIPE

ABANDON 574 LF OF 

8" UTILITY PIPE

ABANDON 393 LF OF

8" UTILITY PIPE

ABANDON 164 LF OF 

8" UTILITY PIPE

ABANDON 37 LF OF

ABANDON

ABANDON

PFH

OFFSET 8.20 (LT)

-Y17- STA 11+35.00

-W18- STA 13+09.65

6" WATER LINE

CONNECT TO EXISTING 

CONNECTION DETAIL NO. 1

OFFSET 4.48 (RT)

-Y16- STA 11+75.03

-W18- STA 10+00.00

6" WATER LINE 

CONNECT TO EXISTING 

CONNECTION DETAIL NO. 1

RWM

OFFSET 41.47 (RT)

-LALT- STA 57+73.95

-W2- STA 45+40.00

RELEASE ASSEMBLY

PROPOSED 6" AIR 

WATER VAULT

RECONNECT

MH 1

MH 2

MH 3

OFFSET 3.56 (LT)

-Y17- STA 10+45.93

OFFSET 2.69 (RT)

-W18- STA 12+20.62

6" WATER LINE

CONNECT TO EXISTING

OFFSET 4.17 (LT)

-Y17- STA 10+62.45

OFFSET 2.52 (RT)

-W18- STA 12+37.15

6" WATER LINE

CONNECT TO EXISTING

BEND 1

BEND 2

-SS22-

AND WATERLINE

PROPOSED DRAINAGE

SEPARATION BETWEEN

MAINTAIN >1’ HORIZONTAL 

SEE DETAIL 0222118

PROPOSED PIPELINE CROSSING

AND WATERLINE

PROPOSED DRAINAGE

SEPARATION BETWEEN

MAINTAIN >1’ HORIZONTAL 
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L
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MATCH LINE SHEET UC-23

MATCH LINE SHEET UC-22

UC-11

SHALL BE DUCTILE IRON PIPE

ALL WATER AND SEWER LINES

METER TOTAL:11

RELOCATE WATER 

U-3308

JGB

DGB

KFC

JJW

TOTAL: 5

ABANDON UTILITY MANHOLE

TOTAL: 2

REMOVE UTILITY MANHOLE

CLEAN-OUT TOTAL: 8

SANITARY SEWER

OFFSET 6.69 (LT)

-Y17- STA 10+62.39

-W18- STA 12+37.15

PROPOSED 6" 90° BEND

BEND 2

OFFSET 6.24 (LT)

-Y17- STA 10+45.86

-W18- STA 12+20.62

PROPOSED 6" 90° BEND

BEND 1

OFFSET 0.19 (LT)

-Y17- STA 10+89.33

-SS20- STA 12+64.30

UTILITY MANHOLE

PROPOSED 4’ DIA

MH 3

OFFSET 45.45 (RT)

-LALT- STA 54+17.17

-SS19- STA 10+00.00

-SS20- STA 12+17.40

UTILITY MANHOLE

PROPOSED 4’ DIA

MH 2

OFFSET 4.16 (RT)

-LALT- STA 54+18.18

-SS20- STA 11+76.10

UTILITY MANHOLE

PROPOSED 4’ DIA

MH 1
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