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OFFSET 4.02 (LT)

-Y3A- STA 12+55.05

-SS1- STA 12+47.82

UTILITY MANHOLE

PROPOSED 4’ DIA

OFFSET 40.55 (LT)

-Y- STA 11+97.39

-W4- STA 10+10.00

PROPOSED  24" VALVE

OFFSET 2.83 (LT)

-Y- STA 12+35.12

-W4- STA 10+86.18

PROPOSED 36"x24" REDUCER

6" WATER LINE

PROPOSED 37 LF OF

6" WATER LINE

PROPOSED 176 LF OF

36" WATER LINE

PROPOSED 323 LF OF

24" WATER LINE

PROPOSED 74 LF OF

8" SANITARY GRAVITY SEWER

PROPOSED 171 LF OF

METER

RELOCATE WATER

METER

RELOCATE WATER

METER

RELOCATE WATER

HYDRANT

RELOCATE FIRE

SSCO

24" UTILITY PIPE

ABANDON 319 LF OF

8" UTILITY PIPE

ABANDON 78 LF OF

BV

OFFSET 19.87 (RT)

-Y- STA 12+34.73

-W4- STA 11+08.89

PROPOSED 36" TEE

PLUG

RESTRAINED BLIND

36" WATER LINE W/

PROPOSED 18 LF OF

G
V

OFFSET 24.25 (RT)

-Y3A- STA 12+64.12

-W5- STA 12+57.80

PROPOSED 6" VALVE

ABANDON

OFFSET 40.44 (LT)

-Y- STA 12+35.75

-W4- STA 10+48.57

PROPOSED 24" 90° BEND

OFFSET 19.97 (RT)

-Y- STA 15+13.54

-W5- STA 12+61.97

-W4- STA 13+87.25

BOSS OR OUTLET

PROPOSED 36"x6" WELDED-ON

MANHOLE, TYP.

ABANDON UTILITY 

OFFSET 40.33 (LT)

-Y- STA 11+87.40

-W4- STA 10+00.00

CONNECT TO EXISTING 24" WATER LINE 

CONNECTION DETAIL NO. 2

OFFSET 3.89 (RT)

-Y- STA 12+35.01

-W4- STA 10+92.91

(ROTATE AS REQUIRED)

BOSS OR OUTLET

PROPOSED 36"x6" WELDED-ON

OFFSET 20.19 (RT)

-Y- STA 12+59.71

-W4- STA 11+33.73

(ROTATE AS REQUIRED)

BOSS OR OUTLET

PROPOSED 36"x6" WELDED-ON

ABANDON 

OFFSET 31.27 (RT)

-Y- STA 12+59.66

OFFSET 11.08 (RT)

-W4- STA 11+33.73

6" WATER LINE 

CONNECT TO EXISTING

CONNECTION DETAIL NO. 1

6" WATER LINE

PROPOSED 11 LF OF

MANHOLE, TYP.

REMOVE UTILITY 

SANITARY GRAVITY SEWER)

(CONNECT TO CHATHAM ST.

SANITARY SEWER CLEAN-OUT 
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-W4- STA 10+98.47

WATER LINE SIGNAGE

WITHIN NCRR RIGHT-OF-WAY

SHALL BE CLASS 56 DIP

PROPOSED 36" WATER LINE

WITHIN THE NCRR RIGHT-OF-WAY350 DIP 

PROPOSED 6" WATER LINE SHALL BE PC 

-W4- STA 10+48.57

WATER LINE SIGNAGE

OFFSET 3.26 (RT)

-Y- STA 11+87.98

CONNECT TO EXISTING 6" WATER LINE 

CONNECTION DETAIL NO. 1

OFFSET 3.26 (RT)

-Y- STA 11+90.92

PROPOSED 6" VALVE

OFFSET 19.78 (RT)

-Y- STA 12+24.23

PROPOSED 36" VALVE
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MATCH LINE SHEET UC-4

UC-15

SHALL BE DUCTILE IRON PIPE

ALL WATER AND SEWER LINES

JJW

JGB

U-3308

DGB

KFC

CLEAN-OUT TOTAL: 3

SANITARY SEWER

  
IN LIEU OF A TEE FOR SMALLER BRANCH SIZES.
CONTRACTOR CAN USE WELDED-ON BOSS OR OUTLET 15.4

  
SPECIFICATIONS.
SECTION F OF CSX DESIGN & CONSTRUCTION STANDARD 
ABANDONED AND FILLED PER NCR 102 SECTION 2.6 & 
EXISTING 6" WATERLINE TO BE ABANDONED SHALL BE 15.3

CAROLINA RAILROAD FOR WORK ON ITS RIGHT-OF-WAY."
PROPERTY" AND NCR 103, "REQUIREMENTS OF NORTH 
PIPELINE OCCUPANCY OF NORTH CAROLINA COMPANY 
THE REQUIREMENTS OF NCR 102, "SPECIFICATIONS 
ALL CONSTRUCTION IN NCRR RIGHT-OF-WAY SHALL 15.2

BE MECHANICALLY RESTRAINED.
ALL PIPE IN NCRR RIGHT-OF-WAY SHALL15.1

NOTES:
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