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PIPE=409.65

VERTICAL STAND

TOP OF 
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APPROXIMATE LOCATION

OIL/WATER SEPARATOR
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TOP=412.86
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SPECIAL LATERAL BASE DITCH

DETAIL A

Type of Liner= Cl. B Rip-Rap

CB

1605

1604

RETAIN

STA 22+50 TO 27+00 -NSN- MED

SEE DETAIL "A"

STA 23+00 TO 30+00 -NSN- RT

SEE DETAIL "A"

B=Var.= 2Ft.-10Ft.

Max. d= 1.5 Ft.

Min. D= 1.5 Ft.

FROM STA 23+00 to 30+00 -NSS- RT

FROM STA 16+00 to 20+00 -NSS- RT

FROM STA. 22+50 to 27+00 -NSN- MED

FROM STA. 12+00 to 20+00 -NSN- MED

Geotextile
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15" RCP-V 

CB Special Depth
15" RCP-V 
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-NSN-

-NSS-

-Y-

20+00

PI Sta 19+46.70

D

L = 212.06’

T = 106.06’

R = 3,575.00’

PI Sta 22+47.00

D

L = 388.23’

T = 194.30’

R = 3,575.00’

PI Sta 25+37.81

D

L = 127.79’

T = 63.90’

R = 4,000.00’

SE = 0.02 SE = 0.02 SE = 0.02

-Y- PRC Sta.  20+52.70

Future TTA Tracks

Prop. 2’6" C&G

24’

16’

Prop. 2’6" C&G

0
 
2

0
2

0
2

0
1

0
0

0
 
2

0
 
1

0
 
1

0
 
2

0
 
0

5’ Conc. Sidewalk

5’ Conc. Sidewalk
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TL-2

Type 350

Sta. 22+20

Fence 

Chain Link 

End Temp. 

15
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’

15
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’

200’ TAPER

Sta. 21+15
Fence 

Chain Link 

Beg. Temp. 

TYP
INC
21’

INC TYP

21’

Future TTA Retaining Wall

OFFSET 26.50 (RT)

-Y- STA 21+82.44

-W4- STA 20+68.82

PROPOSED 36" VALVE

OFFSET 26.46 (RT)

-Y- STA 22+02.59

-W4- STA 20+88.82

PROPOSED 36" VALVE

BV

OFFSET 26.49 (RT)

-Y- STA 21+92.52

-W4- STA 20+78.82

PROPOSED 36"x24" TEE

36" WATER LINE

PROPOSED 430 LF OF

MANHOLE, TYP.

ABANDON UTILITY 

24" UTILITY PIPE

ABANDON 431 LF OF

24" UTILITY PIPE

ABANDON 80 LF OF

16" UTILITY PIPE

ABANDON 74 LF OF

VAULT BUILDING

EXISTING VALVE

OFFSET 3.34 (RT)

-Y- STA 24+40.61

-W4- STA 23+40.50

(ROTATE AS REQUIRED)

BOSS OR OUTLET

PROPOSED 36"x6" WELDED-ON

ABANDON

8" UTILITY PIPE

ABANDON 131 LF OF

BV

OFFSET 13.41 (RT)

-Y- STA 24+35.78

-W4- STA 23+25.52

CONNECTION ASSEMBLY

PROPOSED 24" FLUSHING 

OFFSET 15.92 (RT)

-Y- STA 20+62.38

-W4- STA 19+47.39

PROPOSED 36" 22.5° BEND

OFFSET 30.00 (RT)

-Y- STA 20+27.21

-W4- STA 19+09.38

PROPOSED 36" 22.5° BEND

OFFSET 16.24 (RT)

-Y- STA 21+12.53

-W4- STA 19+97.31

PROPOSED 36" 22.5° BEND

OFFSET 26.82 (RT)

-Y- STA 21+38.56

-W4- STA 20+25.26

PROPOSED 36" 22.5° BEND

OFFSET 13.50 (RT)

-Y- STA 24+30.76

-W4- STA 23+20.52

PROPOSED 36" 45° BEND

OFFSET 26.03 (RT)

-Y- STA 20+83.84

-SS26- STA 10+00.00

UTILITY MANHOLE

PROPOSED 4’ DIA 

OFFSET 12.50 (RT)

-Y- STA 21+56.88

-SS26- STA 10+73.90

UTILITY MANHOLE

PROPOSED 4’ DIA 

STORAGE TANK

ELEVATED WATER

EAST DURHAM
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GRAVITY SEWER

OF 8" SANITARY 

PROPOSED 74 LF 

8" SANITARY GRAVITY SEWER

PROPOSED 209 LF OF

SEE DETAIL 1/UC-3B

VALVE VAULT

ELEVATED WATER TANK

RECONNECT TO EXISTING 

SSCO

SEWER CLEAN OUT

PROPOSED SANITARY

-SS26-

TO BE COMPLETED PRIOR TO CONSTRUCTION

OIL WATER/SEPARATOR OPERATION

SEWER CLEAN-OUT

6" SANITARY 

RIGHT-OF-WAY

DIP WITHIN NCRR \

SEWER SHALL BE PC 350 

PROPOSED 8" SANITARY 

PC250 WITHIN NCRR RIGHT-OF-WAY

PROPOSED 36" WATER LINE SHALL BE
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UC-16

SHALL BE DUCTILE IRON PIPE

ALL WATER AND SEWER LINES

JJW

JGB

U-3308

DGB

KFC

TOTAL: 3

ABANDON UTILITY MANHOLE

CLEAN-OUT TOTAL: 2

SANITARY SEWER
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