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DB 1093 PG 879

SOUTHERN REPAIR SERVICE INC.

DB 1093 PG 879

SOUTHERN REPAIR SERVICE INC.
SOUTHERN REPAIR SERVICE INC.DB 1093 PG 879

EXIST R/W

EXIST R/W

SOUTHERN REPAIR SERVICE
DB 1093 PG 879
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DB 128 PG 517

CITY OF DURHAM

93

-NSN-

-NSS-

25+00

PI Sta 25+37.81

R = 4,000.00’

-Y- PT Sta.  24+40.92

-Y- POT Sta.  24+50.00

-Y- PC Sta.  24+73.91

-Y- POT Sta.  26+63.34

-Y- PT Sta.  26+01.70

END CONSTRUCTION

-Y- POC Sta.  25+00.00

END GRADE
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NO CLAIM

NO CLAIM

NO CLAIM

30.00’ Rt.
+40.92 -Y-

NO CLAIM

30.00’ Rt.
Exist. R/W,

+50.00 -Y-

35.00’ Rt.
Exist. R/W,

+58.00 -Y-
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GV

-W4-

OFFSET 13.32 (RT)

-Y- STA 24+40.80

-W4- STA 23+30.52

PROPOSED 36" TEE

OFFSET 26.43 (LT)

-Y- STA 24+52.43

-W4- STA 23+82.27

PROPOSED  24" VALVE

OFFSET 16.38 (LT)

-Y- STA 24+40.43

-W4- STA 23+60.22

PROPOSED 36"x24" REDUCER

6" WATER LINE

PROPOSED 20 LF OF

36" WATER LINE

PROPOSED 111 LF OF

16" WATER LINE

PROPOSED 20 LF OF

24" WATER LINE

PROPOSED 32 LF OF

GV

24" UTILITY PIPE

ABANDON 75 LF OF

16" UTILITY PIPE

ABANDON 75 LF OF

BV

OFFSET 3.34 (RT)

-Y- STA 24+40.61

-W4- STA 23+40.50

(ROTATE AS REQUIRED)

BOSS OR OUTLET

PROPOSED 36"x6" WELDED-ON

OFFSET 10.63 (LT)

-Y- STA 24+40.43

-W4- STA 23+54.47

(ROTATE AS REQUIRED)

PROPOSED 36"x16" TEE

BV

OFFSET 13.13 (RT)

-Y- STA 24+50.79

OFFSET 10.00 (RT)

-W4- STA 23+30.52

PROPOSED 36" VALVE

OFFSET 3.34 (RT)

-Y- STA 24+57.50

OFFSET 16.89 (RT)

-W4- STA 23+40.18

PROPOSED 6" VALVE

OFFSET 26+43 (LT)

-Y- STA 24+40.43

-W4- STA 23+70.27

PROPOSED 24" 90° BEND

ABANDON

8" UTILITY PIPE
ABANDON 91 LF OF

OFFSET 3.34 (RT)

-Y- STA 24+60.43

OFFSET 19.82 (RT)

-W4- STA 23+40.12

CONNECT TO EXISTING 6" WATER LINE 

CONNECTION DETAIL NO. 1

OFFSET 10.63 (LT)

-Y- STA 24+60.43

OFFSET 15.80 (RT)

-W4- STA 23+90.27

CONNECT TO EXISTING 16" WATER LINE 

CONNECTION DETAIL NO. 2

OFFSET 26.43 (LT)

-Y- STA 24+60.43

-W4- STA 23+90.27

CONNECT TO EXISTING 24" WATER LINE 

CONNECTION DETAIL NO. 2

OFFSET 13.41 (RT)

-Y- STA 24+35.78

-W4- STA 23+25.52

CONNECTION ASSEMBLY

PROPOSED 24" FLUSHING 

OFFSET 25.67 (RT)

-Y- STA 24+18.87

-W4- STA 23+03.55

PROPOSED 36" 45° BEND

OFFSET 13.50 (RT)

-Y- STA 24+30.76

-W4- STA 23+20.52

PROPOSED 36" 45° BEND

-Y- STA 24+54.43, OFFSET 10.63 (LT)

OFFSET 14.00 (RT)-W4- STA 23+54.42,

PROPOSED 16" VALVE

-Y- STA 24+56.47, OFFSET 4.22 (LT)
-SS26- STA 13+74.62
ABANDONED TO WEST)
(EXISTING LINE TO BE 
PROPOSED 4’ DIA UTILITY MANHOLE

OFFSET 7.56 (RT)
-Y- STA 24+20.94
-SS26- STA 13+37.21
UTILITY MANHOLE
PROPOSED 4’ DIA 

PLUG

RESTRAINED BLIND 

36" WATER LINE W/

PROPOSED 18 LF OF

GRAVITY SEWER
OF 8" SANITARY 
PROPOSED 55 LF 

GRAVITY SEWER
OF 8" SANITARY 
PROPOSED 38 LF 

-SS26-

-W4- STA 23+51.20

WATER LINE SIGNAGE

CLASS 56 DIP WITHIN NCRR RIGHT-OF-WAY

PROPOSED 36" WATER LINE SHALL BE

WITHIN NCRR RIGHT-OF-WAY

PROPOSED 16" WATER LINE SHALL BE PC 350 DIP

PC 350 DIP WITHIN NCRR RIGHT-OF-WAY

PROPOSED 6" WATER LINE SHALL BE

CLASS 55 DIP WITHIN NCRR RIGHT-OF-WAY

PROPOSED 24" WATER LINE SHALL BE 

RIGHT-OF-WAY

DIP WITHIN NCRR \

SEWER SHALL BE PC 350 

PROPOSED 8" SANITARY 

-SS26- STA 13+57.87

SEWER SIGNAGE

SANITARY GRAVITY
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U
C
-
16

UC-17

SHALL BE DUCTILE IRON PIPE

ALL WATER AND SEWER LINES

JJW

JGB

U-3308

DGB

KFC

SANITARY SEWER CLEAN-OUT TOTAL: 1

  
IN LIEU OF A TEE FOR SMALLER BRANCH SIZES.
CONTRACTOR CAN USE WELDED-ON BOSS OR OUTLET 17.4

  
SPECIFICATIONS.
SECTION F OF CSX DESIGN & CONSTRUCTION STANDARD 
ABANDONED AND FILLED PER NCR 102 SECTION 2.6 & 
EXISTING WATER LINES TO BE ABANDONED SHALL BE 17.3

CAROLINA RAILROAD FOR WORK ON ITS RIGHT-OF-WAY."
PROPERTY" AND NCR 103, "REQUIREMENTS OF NORTH 
PIPELINE OCCUPANCY OF NORTH CAROLINA COMPANY 
THE REQUIREMENTS OF NCR 102, "SPECIFICATIONS 
ALL CONSTRUCTION IN NCRR RIGHT-OF-WAY SHALL 17.2

BE MECHANICALLY RESTRAINED.
ALL PIPE IN NCRR RIGHT-OF-WAY SHALL17.1

NOTES:

10/9/2015
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