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RELOCATE WATER

GV

OFFSET 4.69 (RT)

-Y18- STA 10+39.70

-W19- STA 10+11.08

PROPOSED 6" 45° BEND

OFFSET 20.53 (RT)

-Y18- STA 10+55.54

-W19- STA 10+33.48

PROPOSED 6" 45° BEND

-SS21-

-W19-

OFFSET 0.67 (LT)

-Y18- STA 10+34.97

-SS21- STA 10+00.00

UTILITY MANHOLE

PROPOSED 4’ DIA

OFFSET 28.48 (LT)

-Y18- STA 10+45.97

-SS21- STA 10+29.93

UTILITY MANHOLE

PROPOSED 4’ DIA

6" WATER LINE

PROPOSED 112 LF OF

GRAVITY SEWER

8" SANITARY 

PROPOSED 86 LF OF

MANHOLE, TYP.

ABANDON UTILITY

GRAVITY SEWER

8" SANITARY 

PROPOSED 30 LF OF

OFFSET 4.69 (RT)

-Y18- STA 10+31.56

-W19- STA 10+02.94

PROPOSED 6" VALVE

8" UTILITY PIPE

ABANDON 98 LF OF

ABANDON

OFFSET 4.69 (RT)

-Y18- STA 10+28.62

-W19- STA 10+00.00

WATER LINE 6" 

CONNECT TO EXISTING 

CONNECTION DETAIL NO. 1

PI Sta 11+27.16

 = 4° 03’ 09.6" (RT)D

D = 6° 21’ 58.3"

L = 63.66’

T = 31.84’

R = 900.00’
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SE = SEE PLANS

RO = SEE PLANS
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