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OFFSET 26.43 (LT)

-Y- STA 24+52.43

-W4- STA 23+82.27

PROPOSED  24" VALVE
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OFFSET 26.43 (LT)

-Y- STA 24+60.43

-W4- STA 23+90.27

24" WATER LINE 

CONNECT TO EXISTING

CONNECTION DETAIL NO. 2

OFFSET 0.06 (LT)

-Y3A- STA 10+15.00

-W5- STA 10+05.00

PROPOSED 6" 45° BEND

OFFSET 10.56 (RT)

-Y3A- STA 10+25.60

-W5- STA 10+20.00

PROPOSED 6" VALVE

PROPOSED WATER LINE

PROPOSED GRADE ALONG

PROPOSED WATER LINE

EXISTING GRADE ALONG

OFFSET 23.86 (RT)

-Y3A- STA 10+38.87

-W5- STA 10+38.79

(ROTATE AS REQUIRED)

PROPOSED 6" 45° BEND

OFFSET 19.97 (RT)

-Y- STA 15+13.54

-W5- STA 12+61.97

-W4- STA 13+87.25

BOSS OR OUTLET

PROPOSED 36"x6" WELDED-ON

OFFSET 24.25 (RT)

-Y3A- STA 12+64.12

-W5- STA 12+57.80

PROPOSED 6" VALVE

OFFSET 65.45 (RT)

-Y- STA 15+14.35

-W5- STA 12+21.55

PROPOSED 6" TEE
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OFFSET 0.06 (LT)

-Y3A- STA 10+10.00

-W5- STA 10+00.00

WATER LINE

CONNECT TO EXISTING 6"

CONNECTION DETAIL NO. 1

COVER, TYP.

3’ MIN.

OFFSET 150.11 (LT)

-LALT- STA 25+08.74

-W6- STA 11+75.27

PROPOSED 6" VALVE

OFFSET 20.56 (RT)

-LALT- STA 24+87.31

-W6- STA 10+03.19

PROPOSED 6" VALVE

15" RCP

PROPOSED

UNKNOWN UTILITY

EXISTING 6"
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OFFSET 159.24 (LT)

-LALT- STA 25+14.00

-W6- STA 11+86.64

WATER LINE W/ 45° BEND

CONNECT TO EXISTING 6"

CONNECTION DETAIL NO. 1

SEE DETAIL 0222118

PROPOSED PIPELINE CROSSING

TYP.

COVER,

3’ MIN.

C/L ELEV=405.61

-W6- STA 11+08.24

VERTICAL BEND

PROPOSED 6" 22.5°

OFFSET 155.07 (LT)

-LALT- STA 25+09.36

-W6- STA 11+80.27

PROPOSED 6" 45° BEND

OFFSET 23.75 (RT)

-LALT- STA 24+87.31

-W7- STA 10+00.00

-W6- STA 10+00.00

-W2- STA 12+25.63

PROPOSED 16"x6" CROSS

OFFSET 7.79 (LT)

-LALT- STA 24+87.31

-W6- STA 10+15.96

PROPOSED 6" 11.25° BEND

PROPOSED WATER LINE

PROPOSED GRADE ALONG
PROPOSED WATER LINE

EXISTING GRADE ALONG

C/L ELEV=387.60

-W6- STA 10+64.75

VERTICAL BEND

PROPOSED 6" 22.5°

-W6- STA 11+55.68

WATER LINE SIGNAGE

PC 350 WITHIN CSX RIGHT-OF-WAY

PROPOSED WATER LINE SHALL BE OFFSET 26.94 (RT)

-LALT- STA 24+87.31

-W7- STA 10+03.19

PROPOSED 6" VALVE

OFFSET 97.62 (RT)

-LALT- STA 24+68.21

-W7- STA 10+81.30

PROPOSED 6" VALVE

OFFSET 87.65 (RT)

-LALT- STA 24+69.02

-W7- STA 10+71.30

PROPOSED 6" 45° BEND

PROPOSED WATER LINE

PROPOSED GRADE ALONG

PROPOSED WATER LINE

EXISTING GRADE ALONG
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OFFSET 100.61 (RT)

-LALT- STA 24+67.97

-W7- STA 10+84.30

6" WATER LINE

CONNECT TO EXISTING

CONNECTION DETAIL NO. 1

TYP.

COVER,

4’ MIN.

OFFSET 79.66 (RT)

-LALT- STA 24+78.41

-W7- STA 10+58.97

(ROTATE AS REQUIRED)

PROPOSED 6" 45° BEND

OFFSET 48.69 (RT)

-LALT- STA 24+87.31

-W7- STA 10+24.94

(ROTATE AS REQUIRED)

PROPOSED 6" 45° BEND

OFFSET 23.75 (RT)

-LALT- STA 24+87.31

-W7- STA 10+00.00

-W6- STA 10+00.00

-W2- STA 12+25.63

PROPOSED 16"x6" CROSS

OFFSET 56.18 (RT)

-LALT- STA 24+79.82

-W7- STA 10+35.53

(ROTATE AS REQUIRED)

PROPOSED 6" 45° BEND

PC350 WITHIN CSX RIGHT-OF-WAY

PROPOSED WATER LINE SHALL BE

-W7- STA 10+71.40

WATER LINE SIGNAGE
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-W5- (SEE SHEET UC-4 AND UC-15)

-W7- (SEE SHEET UC-5)-W6- (SEE SHEET UC-5)

-W4- (SEE SHEET UC-17)
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