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TYP.

COVER,

4' MIN.

PROPOSED WATER LINE
EXISTING GRADE ALONG

PROPOSED WATER LINE
PROPOSED GRADE ALONG

SDR-26
EXIST 8" 

-WL-7- STA 17+54.28
RESTRAINING GLANDS
DI MJ SLEEVE AND 
WATERLINE USING A 8" 
CONNECT TO EXIST 8"
REMOVE PLUG AND 

E
X
 

U
G
 

T
E

L
E

E
X
 

U
G
 

T
E

L
E

-WL-7 STA 17+50.00
RJ REDUCER

PROPOSED 12"x8" 

-WL-7- STA 17+52.07
PROPOSED 12" RJ GATE VALVE

-WL-7- STA 16+18.15
PROPOSED 12" 45° RJ BEND

OF 12" RJ DIP
PROP. 166 LF

-WL-7- STA 17+35.65
PROPOSED 12" 45° RJ BEND

RCP
PROP. 15" 

-WL-1- STA 1+26.57 
PROP 24"x24"x6" TEE

2' MIN.

24" RJ DIP
PROP. 250 LF OF

2' MIN.

-WL-8- STA 0+00.00
AND RESTRAINING GLANDS
DI MJ SOLID SLEEVE
24" WATER LINE W/ 24"
CONNECT TO EXISTING

RJDIP
EXIST 24"

-WL-8- STA 1+09.17
RJ GATE VALVE 
PROPOSED 24" BEVELED GEAR

PROP 18" RCP

E
X
I

S
T
.
 

G
A

S

E
X
I

S
T
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G
A

S

7' MIN.

-WL-8- STA 6+08.62
TEE IN REPLACEMENT OF SADDLE 

USE 24"x24"x12" BLIND FLANGED
(PWC STD DETAIL W.16)

RELEASE VALVE 
COMBINATION AIR/VACUUM 

PROP. 2" AUTOMATIC 

WATER LINE
EXIST 24"

-WL-8- STA 12+01.81
RJ VERTICAL BEND
PROPOSED  24" 45°

-WL-8- STA 12+09.45
RJ VERTICAL BEND
PROPOSED  24" 45°

-WL-8- STA 12+10.75
PROPOSED 24" 45° RJ BEND

-WL-8- STA 16+67.01
RJ VERTICAL BEND
PROPOSED  24" 45°

-WL-8- STA 16+64.35
RJ VERTICAL BEND
PROPOSED  24" 45°

-WL-8- STA 13+39.54
PROPOSED 24" 22.50° RJ BEND

-WL-8- STA 13+84.22
PROPOSED 24" 22.50° RJ BEND

-WL-8- STA 13+77.31
PROPOSED 24" 22.50° RJ BEND

-WL-8- STA 13+49.82
PROPOSED 24" 22.50° RJ BEND

2' MIN.

OF 24" RJ DIP
PROP. 150 LF

-WL-8- STA 16+90.09
SLEEVE (FL & RJ) AND VALVE
PROPOSED 24"x24"x24" TAPPING

18" MIN.
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TYP.

COVER,

4' MIN.

24" WATER LINE
PROPOSED 370 LF OF

24" WATER LINE
PROPOSED 190 LF OF 
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TYP.

COVER,

4' MIN.
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TO -WL-8- STA 16+65
-WL-8- STA 16+15
SHORING NO.1 FROM 
PROP TEMPORARY 

-WL-8- STA 10+01.60 
PROP 24"x24"x6" TEE

OF 24" RJ DIP
PROP. 150 LF

-WL-8- STA 11+76.82
PROPOSED 24" 45° RJ BEND

-WL-8- STA 11+81.73
RJ VERTICAL BEND

PROPOSED  24" 45°

-WL-8- STA 11+84.83
RJ VERTICAL BEND

PROPOSED  24" 45°

-WL-8- STA 16+21.83
PROPOSED 24" 22.50° RJ BEND

-WL-8- STA 16+43.70
RJ VERTICAL BEND

PROPOSED  24" 45°

OF 24" RJ DIP
PROP. 90 LF

-WL-8- STA 16+39.20
RJ VERTICAL BEND

PROPOSED  24" 45°

-WL-8- STA 16+38.28
PROPOSED 24" 22.50° RJ BEND

-WL-8- STA 16+78.02
PROPOSED 24" 45° RJ BEND

-WL-8- STA 16+66.41
PROPOSED 24" 45° RJ BEND

OF 24" RJ DIP
PROP 90 LF

U-4405

AMH

AMH/AB

AMH

MWF

UC-36

-WL-7- -WL-8-

0+00 0+50 1+00 1+50 2+00
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13+50 14+00 14+50 15+00 15+50 16+00 16+50

235
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-WL-8-
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17+00

SEE SHEET UC-7 AND UC-8 FOR PLAN

10+00 10+50 11+00 11+50 12+00 12+50 13+00 13+50 14+00 14+50 15+00 15+50 16+00 16+50 17+00 17+50 18+00

17+50 18+00

OF 24" WATER LINE
PROPOSED 500 LF

OF 12" WATER LINE
PROPOSED 238 LF

OF 24" WATERLINE
PROPOSED 50 LF

2' MIN.
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UNTIL ALL SIGNATURES ARE COMPLETED
DOCUMENT NOT CONSIDERED FINAL 

SEE SHEET UC-6, UC-7 AND UC-8 FOR PLAN SEE SHEET UC-7 AND UC-8 FOR PLAN
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