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-WL-20R2-

-WL-20R2-

UNTIL ALL SIGNATURES ARE COMPLETED
DOCUMENT NOT CONSIDERED FINAL 

6+50 7+00 7+50 8+00 8+50 9+00 9+50 19+00

25+00 25+50 26+00 26+50 27+00 27+50 28+0024+5024+0023+5023+0022+5021+5021+00 22+00

UC-21, UC-22, AND UC-23
SEE PLAN SHEETS UC-17, UC-18, UC-19, UC-20, 

UC-21, UC-22, AND UC-23
SEE PLAN SHEETS UC-17, UC-18, UC-19, UC-20, 
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EXIST. 12" RCP

ARCHED
EXIST. 18"x30" 

MIN.
24" 

P
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.
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S
T
.
 

G
A

S

CONTRACTOR TO VERIFY 
EXIST. 6" AC WATER LINE

E
X
I

S
T
.
 

T
E

L
.
 

F
O

-WL-20R2- STA. 8+60.63
FIRE HYDRANT TEE

PROP. 30"x30"X6" RJ 

-WL-20R2- STA. 9+18.43
PROP. 30" 11.25°RJ BEND

-WL-20R2- STA. 8+92.43
PROP. 30" 11.25°RJ BEND

-WL20R2- STA. 8+76.32
RJ GATE VALVE

PROP. 30" BEVEL GEAR

CONSTRUCTION
DEPTH PRIOR TO 

CONTRACTOR TO VERIFY
EXIST. 6" RCP

E
X
I

S
T
.
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X
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T
.
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-WL-20R2- STA. 10+73.67
PROP. 30" 22.5° RJ BEND

-WL-20R2- STA. 11+09.09
PROP. 30" 22.5° RJ BEND

EXIST. 15" RCP

(TYP.)

4' MIN.

-WL-20R2- STA. 16+09.42
RJ DI BEND
PROP 30" 45° VERT. 

-WL-20R2- STA. 16+07.68
RJ DI BEND
PROP 30" 45° VERT. 

-WL-20R2- STA. 15+36.05
RJ DI BEND
PROP 30" 45° VERT. 

-WL-20R2- STA. 15+34.34
RJ DI BEND

PROP 30" 45° VERT. 
-WL-20R2- STA. 12+87.49

RJ DI BEND
PROP 30" 45° VERT. 

-WL-20R2- STA. 12+92.91
RJ DI BEND

PROP 30" 45° VERT. 

-WL-20R2- STA. 13+35.52
RJ DI BEND
PROP 30" 45° VERT. 

-WL-20R2- STA. 13+32.41
RJ DI BEND
PROP 30" 45° VERT. -WL-20R2- STA. 10+83.79

RJ DI BEND
PROP 30" 45° VERT. 

-WL-20R2- STA. 10+81.62
RJ DI BEND
PROP 30" 45° VERT. 

MIN.
24" 

EXIST. 18" RCP

DI WATER LINE
PROP. 724 LF OF 30"

-WL-20R2- STA. 10+73.67
FIRE HYDRANT TEE

PROP. 30"x30"x6" RJ DI 

-WL-20R2- STA. 10+16.99
PROP. 30"x30"x8" RJ DI TEE

GRAVITY SEWER
EXIST. 10" VC 

HYDROSTATIC PRESSURE STANDARDS.
TESTED IN ACCORDANNCE WITH

STANDARD. SEWER SHALL BE
EQUIVALENT OF WATER MAIN 

MAIN.  JOINT SHALL BE 
OVER CORSSING OF 30" WATER

SSMH. CENTER 20 FT JOINT
WITH 10" DI FROM SSMH TO 

REMOVE AND REPLACE 10" VC
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S

-WL-19A- STA. 0+00
-WL-20R2- STA. 14+38.91
PROP 30"x30"x8" RJ TEE

-WL-20R2- STA. 9+18.43
FIRE HYDRANT TEE
PROP. 30"x30"x6" RJ DI
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MIN.
18" -WL-20R2- STA. 18+06.97

FIRE HYDRANT TEE
PROP. 30"x30"X6" RJ 
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.
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(TYP.)

4' MIN.

RJ DI WATER LINE 
PROP. 996 LF OF 30"
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T
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TO EXIST. SEWER MAIN WITH 4" DI. 
REPLACE 4" LATERAL FROM PUE

EXIST. SEWERLATERAL

TO EXIST. SEWER MAIN WITH 4" DI. 
REPLACE 4" LATERAL FROM PUE
EXIST. SEWERLATERAL

E
X
I

S
T
.
 

T
E

L
.
 

STA. 24+35.04
-WL-20R2- 
GATE VALVE
BEVEL GEAR 
PROP. 30" RJ 

E
X
I

S
T
.
 

U
/
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L
.

DI WATER LINE
PROP. 109 LF OF 30"

E
X
I

S
T
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U
G
 

C
A

B
L

E

MIN.
12" 

MIN.
24" 

EXIST. 24" RCP

A DUCK AND UNDER PER PWC DETAIL W.26 
BE MET CONTRACTOR SHALL INSTALL USING
REQUIREMENT FOR CONCRETE CRADEL NOT
ORDERING MATERIALS SHOULD MIN. 
STA. 21+09.46 AND STA. 21+91.23,PRIOR TO 
OF THE EXIST. RCP PIPES AT -WL-20R2- 
CONTACTOR TO VERIFY INVERTS

-WL-20R2- STA. 21+47.66
FIRE HYDRANT TEE
PROP. 30"x30"X6" RJ 

MIN.
24" 

PROP. 15" RCP

E
X
I

S
T
.
 

G
A

S

WATER LINE
EXIST. 12" AC

CONSTRUCTION
INVERT PRIOR TO STARTING
CONTRACTOR MUST VERIFY
EXIST. 36" RCP MIN.

24" 
EXIST. 15" RCP

-WL-20R2- STA. 24+89.26
RJ DI BEND
PROP 30" 45° VERT. 

MIN.
18" 

RJ DI WATER LINE
PROP. 506 LF OF 30"

-WL-20R2- STA. 26+12.50
UNDER PROP. STORM AS SHOWN) 

HYDRANT TEE (LEG TO RUN
PROP. 30"x6" RJ FIRE

-WL-20R2- STA. 24+51.09
RJ DI BEND

PROP 30" 45° VERT. 

-WL-20R2- STA. 24+42.98
RJ DI BEND

PROP 30" 45° VERT. 

-WL-20R2- STA. 24+39.74
PROP. 30" 45°RJ BEND

-WL-20R2- STA. 24+35.04
GEAR GATE VALVE

PROP. 30" RJ BEVEL 

-WL-20R2- STA. 24+28.42
FIRE HYDRANT TEE

PROP. 30"x30"x6" RJ DI

HYDROSTATIC PRESSURE STANDARDS.
TESTED IN ACCORDANNCE WITH
STANDARD. SEWER SHALL BE
EQUIVALENT OF WATER MAIN 
MAIN.  JOINT SHALL BE 
OVER CORSSING OF 30" WATER
WITH 8" DI. CENTER 20 FT JOINT
REMOVE AND REPLACE 20 LF OF 8" VC

SEWER PIPE
EXIST. 8" VC

-WL-20R2- STA. 24+84.05
RJ DI BEND

PROP 30" 45° VERT. 

SANITARY SEWER 
CENTERED UNDER 

RJ DI WATER LINE
CENTER 20 LF OF

-WL-20R2- STA. 24+92.11
PROP 30" 45°RJ DI BEND

E
X
I

S
T
.
 

T
E

L
.

-WL-20R2- STA. 27+21.31
PROP. 30"x30"x8" RJ TEE

-WL-20R2- STA. 26+58.62
PROP. 30" 22.5 °RJ BEND

FOR 30" WATER MAIN CROSSING 
AND REMOVE AS REQUIRED
CONTRACTOR TO VERIFY DEPTH
AC PIPE. DEPTH UNKOWN
EXIST. 6" ABANDONED

FOR 30" WATER MAIN CROSSING 
AND REMOVE AS REQUIRED
CONTRACTOR TO VERIFY DEPTH
AC PIPE. DEPTH UNKOWN
EXIST. 6" ABANDONED

DEPTH APPROXIMATE
WATER LINE

EXIST. 2" PVC 

-WL-20R2- STA. 26+80.96
PROP. 30" 22.5 °RJ BEND

EXIST. 15" RCP

PROP. 24" RCP

-WL-20R2- STA. 30+26.36
FIRE HYDRANT TEE

PROP. 30"x30"x6" RJ

-WL-20R2- STA. 30+30.10
PROP. 30" 22.5°RJ BEND

-WL-20R2- STA. 30+42.98
PROP. 30" 22.5°RJ BEND

E
X
I

S
T
.
 

U
G
 

P
O

W
E

R

PROP. 15" RCP

MIN.
24" 

WATER LINE
EXIST. 12"

-WL-20R2- STA. 33+03.79
PROP 30" 45° RJ DI BEND

-WL-20R2- STA. 32+51.51
PROP 30" 45° RJ DI BEND

-WL-20R2- STA. 31+09.54
RJ DI BEND
PROP 30" 45° VERT. 

-WL-20R2- STA. 31+06.86
RJ DI BEND
PROP 30" 45° VERT. 

SEE NOTE 1

PIPE TO BE ABANDONED
EXIST. 16" SEWER

SEE SHEET UC-20A
WITH 30" STL. ENCASEMENT

PROP.16" DI SEWER PIPE

E
X
I

S
T
.
 

G
A

S

RCP
PROP. 12" 

(TYP.)
MIN.
24" 

-WL-20R2- STA. 29+65.79
RJ DI BEND

PROP 30" 45° VERT. 

-WL-20R2- STA. 29+68.46
RJ DI BEND

PROP 30" 45° VERT. 

-WL-20R2- STA. 33+23.45
PROP. 30"x30"x8" RJ TEE

WATER LINE. SEE NOTE 1
18" RCP AS NEEDED TO INSTALL
REMOVE CURB BOX AND EXIST

SEE NOTE 2
PROP. 72" RCP

(TYP. 3)
60" RCP
EXIST. 

MIN.
24" 

30" DI WATER LINE
PROP. 206 LF OF

RJ DI WATER LINE
PROP. 611 LF OF 30"

TO EXIST. SEWER MAIN WITH 4" DI. 
REPLACE 4" LATERAL FROM PUE

EXIST. SEWERLATERAL

RCP
EXIST. 24" 

CRADLE
PROP. CONCRETE 

TO -WL-20R2- STA 32+75
FROM -WL-20R2- STA 24+50
SHORING NO.13
PROP TEMPORARY

COLLAR FOR DRAINAGE
PROP. CONCRETE

-WL20R2- STA. 33+13.92
RJ GATE VALVE
PROP. 30" BEVEL GEAR
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