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UNTIL ALL SIGNATURES ARE COMPLETED
DOCUMENT NOT CONSIDERED FINAL 

-WL-20R2- STA 77+89.96
-WL-20B- STA 0+00.00

PROPOSED 30"x30"x8" TEE

1:1 SIDE SLOPE
ENTRY PIT WITH 

PROPOSED 20'x40' 

1:1 SIDE SLOPE
RECEIVING PIT WITH 
PROPOSED 10'x40' 

TEMPORARILY SHORED
PIT SHALL BE

TEMPORARILY SHORED
PIT SHALL BE

-WL-20B- STA 0+83.58
TAPPING SLEEVE AND VALVE
PROPOSED 8"x8"x8" 

BY BORE AND JACK
ENCASEMENT W/ 8" CL50 RJDIP

16"x 0.250" THICK STEEL
PROPOSED 60 LF OF
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240

235

230

215

-WL-20A-

U-4405

AMH

AMH/AB

AMH

MWF

UC-48

61+50 62+00 62+50 63+00 63+50 64+00 64+50 65+00 65+50 66+00
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SEE PLAN SHEETS UC-17

66+50
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-WL-20R2-

67+00 67+50 68+00 68+50 69+00 69+50 70+00
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70+50 71+00 71+50 72+00 72+50 73+00 73+50 74+00 74+50 75+00 75+50

75+50 76+00 76+50 77+00 77+50 78+00 78+50

225

-WL-20R2-

0+00 0+50 1+00 1+50 2+00

UC-20, UC-21, UC-22, AND UC-23
SEE PLAN SHEETS UC-17, UC-18, UC-19, 

UC-20, UC-21, UC-22, AND UC-23
SEE PLAN SHEETS UC-17, UC-18, UC-19, 

FOR BYPASS PUMPING STORM DRAINAGE AROUND BORE PIT
TO BORE. OTHERWISE, CONTRACTOR SHALL BE RESPONSIBLE 
WORK WITH PROP 30" RCP SO EXIST. 30" CAN BE REMOVED PRIOR 
EXCAVATION AND OPERATION. CONTRACTOR SHALL COORDINATE 
1. EXIST 30" RCP WILL CONFLICT WITH BORE PIT
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-WL-20R2- STA. 62+84.10
PROP. 30" 45°RJ DI BEND

-WL-20R2- STA. 62+91.52
PROP. 30" 45°RJ DI BEND

-WL-20R2- STA. 65+37.41
PROP. 30" 45°RJ DI BEND

-WL-20R2- STA. 66+55.81
PROP. 30" 45°RJ DI BEND

-WL-20R2- STA. 68+24.01
PROP. 30" 45°RJ DI BEND

WATER LINE
EXIST. 6" 

EXIST. 15" RCP

EXIST. 15" RCP
PROP. 18" RCP

PROP. 24" RCP

PROP. 18" RCP

-WL-20R2- STA. 73+12.23
RJ GATE VALVE
PROP. 30" BEVEL GEAR 

-WL-20R2- STA. 74+99.14
PROP. 30" 45° RJ DI BEND

-WL-20R2- STA. 75+22.74
PROP. 30" 45° RJ DI BEND

(0.500" THICK)
ENCASEMENT PIPE 
156 LF OF 42" STL

RJ DI WATER LINE
PROP. 237 LF OF 30" 

-WL-20R2- STA. 61+74.79
PROP. 30" 45°RJ DI BEND
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-WL-20R2- STA. 62+16.85
PROP. 30" 45°RJ DI BEND
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EXIST. OVERPASS LIMITS
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LIMITS OF RAMP

(TYP.)
MIN.
24" 

SANITARY SEWER
EXIST. 8" VC

RJ DI WATER LINE
PROP. 356 LF OF 30" 

DI WATER LINE
PROP. 314 LF OF 30" 

WATER PIPE
EXIST. 12" AC

EXIST. 12" CI WATER

PROP. 15" RCP

PROP. 15" RCP

-WL-20R2- STA. 72+58.01
HYDRANT TEE  
PROP. 30"x30"x6" RJ FIRE
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BOTTOM OF PROPOSED 30" WATER MAIN
MAINTAIN 18" MIN. CLEARANCE FROM 
TO EXIST. SEWER MAIN WITH 4" DI. 

REPLACE 4" LATERAL FROM PUE
EXIST. SEWERLATERAL

BOTTOM OF PROPOSED 30" WATER MAIN
MAINTAIN 18" MIN. CLEARANCE FROM 
TO EXIST. SEWER MAIN WITH 4" DI. 
REPLACE 4" LATERAL FROM PUE
EXIST. SEWERLATERAL

BOTTOM OF PROPOSED 30" WATER MAIN
MAINTAIN 18" MIN. CLEARANCE FROM 
TO EXIST. SEWER MAIN WITH 4" DI. 

REPLACE 4" LATERAL FROM PUE
EXIST. SEWERLATERAL

STA. 76+17.25
-WL-20R2- 

RJ DI BEND
PROP. 30" 22.5° 

DI WATER LINE
PROP. 144 LF OF 30"

MIN.
24" 

TO -WL-20R2- STA 65+50
-WL-20R2- STA 63+50
SHORING NO.14
PROP TEMPORARY 

TO -WL-20R2- STA 71+00
-WL-20R2- STA 69+00
SHORING NO.15
PROP TEMPORARY

-WL-23- STA. 0+00
-WL-20R2- STA. 68+20.49
PROP. 30"x30"x12"x12" RJ DI CROSS

R
A
I

L
R

O
A

D

C
L

-WL-20R2- STA. 78+37.85
RJ GATE VALVE
PROP. 30" BEVEL GEAR 

BY BORE AND JACK
ENCASEMENT W/ 30" CL56 RJDIP
42"x 0.625" THICK STEEL
PROPOSED 118 LF OF

END -WL-20R2- STA. 78+43.15
PROP. 30" RJ PLUG
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SIGN
PROP. PIPELINE

SIGN
PROP. PIPELINE

-WL-20R2- STA. 77+89.96
PROP. 30"x30"x8" DI TEE

-WL-20R2- STA. 77+44.01
END STL. ENCASEMENT
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 SLOPE
1.5:1 THEORECTICAL

STA. 76+25.91
-WL-20R2- 

ENCASEMENT
BEG. STL. 

STA. 76+17.25
-WL-20R2- 

RJ DI BEND
PROP. 30" 22.5° 

WATER LINE
OF 30" RJ DI 
PROP. 293 LF 

ELEV= 199.5
B-59 (RNE)

ELEV= 198.5
B-58 (RNE)

THEORETICAL SLOPE
ACTUAL 1:1.5

THEORETICAL SLOPE
ACTUAL 1:1.5

-WL-20R2- STA 78+30.54
FIRE HYDRANT TEE
PROP. 30"x30"x6" RJ 

RCP

PROP. 15"

RCP

EXIST. 15"

RCP

PROP. 36"

RCP

EXIST 15"
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PROPOSED WATER LINE

EXISTING GRADE ALONG

(APPROX LOCATION)

EXIST POWER

-WL-20A- STA 1+56.41

VERTICAL RJ BEND

PROPOSED 24" 45°

1:1 SIDE SLOPE

RECEIVING PIT WITH 

PROPOSED 20'x40' 

BY AUGER BORE AND JACK

ENCASEMENT W/ 24" CL50 RJDIP

36"x 0.375" THICK STEEL

PROPOSED 128 LF OF

TOP OF SLOPE

AT APPROXIMATE

BORE ENTRY PIT

PROPOSED 10'x10'

-WL-20- STA 38+67.38

-WL-20A- STA 0+00.00

PROPOSED 24"x24"x24" TEE

-WL-20A- STA 0+5.74

RJ GATE VALVE

BEVELED GEAR

PROP 24"

PROPOSED WATER LINE

PROPOSED GRADE ALONG

E
X
I

S
T
 

U
G
 

T
E

L
E

E
X
I

S
T
 

F
O
 

U
G
 

T
E

L
E

-WL-19- STA 1+66.76

-WL-20A- STA 1+60.68

PROPOSED 24"x24"x24" TEE

RCP (SEE NOTE 1)

EXIST 30"

TEMPORARILY SHORED

PIT SHALL BE

TEMPORARILY SHORED

PIT SHALL BE

SLOPE FROM EOP
THEORETICAL 1:1

SLOPE FROM EOP
THEORETICAL 1:1

OF 24" RJDI WATER LINE
PROP 161 LF 
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-WL-20B- STA. 00+78.02
VERTICAL BEND
PROP. 8" 45° RJ DI 

-WL-20B- STA. 00+72.93
VERTICAL BEND
PROP. 8" 45° RJ DI 

8" RJDI WATER LINE
PROPOSED 84 LF OF 

PROPOSED WATER LINE
EXISTING GRADE ALONG 
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ORDERING MATERIALS 
WATER LINE PRIOR TO
DEPTH OF EXIST 8"
CONTRACTOR TO VERIFY
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