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UNTIL ALL SIGNATURES ARE COMPLETED
DOCUMENT NOT CONSIDERED FINAL 
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2' MIN.

EXIST. 15" RCP
PROP. 30" RCP

EXIST 12" RCP

EXIST 15" RCP

EXIST 24" RCP

-WL-26-STA. 30+45.76
PROP. 12" 45°RJ BEND
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PROP. 12" 45°RJ BEND
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PROP. 284 LF OF 12"

RJ DI WATER LINE
PROP. 151 LF OF 12"

DI WATER LINE
PROP. 329 LF OF 12"

-WL-26- STA. 22+95.75
PROP. 12" 45°RJ DI BEND

-WL-26- STA. 22+74.09
PROP. 12" 45°RJ DI BEND

RCP
EXIST. 15"

RCP
EXIST. 18"

-WL-26- STA. 23+83.50
-WL-26- STA. 23+78.91
PROP. 12" 45°RJ DI BENDS

-WL-26- STA. 25+69.40
-WL-26- STA. 25+50.29
PROP. 12" 45°RJ DI BENDS

DI WATER LINE
PROP. 131 LF OF 12"

 
-WL-26- STA. 29+29.47
-WL-26- STA. 29+26.59

VERTICAL BEND(S)
PROP. 12" 45° RJ  

-WL-26- STA. 29+69.16 
-WL-26- STA. 29+66.18
VERTICAL BEND(S)
PROP. 12" 45° RJ  

FOR LATERAL REPLACEMENT
OF EXIST. SANITARY SEWER
APPROX. DEPTH

-WL-26- STA. 31+56.67
 -WL-26- STA. 31+54.84

VERTICAL BEND(S)
PROP. 12" 45° RJ  

-CWL-EY42- STA. 0+00
 -WL-26- STA. 26+67.21
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EXIST. 4" SEWER 
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LATERAL TO BE 
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8" WATER
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PROP. 12"x12"x8" RJ DI TEE

-WL-26- STA. 26+74.65
PROP. 12" RJ GATE VALVE

WATER LINE
EXIST. 6" CI 

-WL-26- STA. 30+21.39
FIRE HYDRANT TEE
PROP. 12"x12"x6" 

-WL-26- STA. 30+07.45
PROP. 2" SADDLE TAP

EXIST 24" RCP

 DI WATER LINE
PROP. 208 LF OF 12"

FOR LATERAL REPLACEMENT
PROP. STORM DRAINAGE DEPTH

FOR LATERAL REPLACEMENT
PROP. STORM DRAINAGE DEPTH
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FIRE HYDRANT TEE 

PROP. 12"x12"x6" RJ DI
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PROP. 12" 45°RJ BEND

-WL-26- STA. 40+48+20
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END STL. ENCASEMENT
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PROP. 12" RJ GATE VALVE
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-L- STA. 312+49.75 (32.57' LT)
12"x12"x12" RJ TEE

-WL-28- STA. 42+35.54
END -WL-26- STA. 41+15.64

 
-WL-26- STA. 35+41.70

VERTICAL BEND
PROP. 12" 45° RJ DI 

-WL-26- STA. 36+91.57
-WL-26- SAT. 36+89.08
-WL-26- STA. 35+82.29
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VERTICAL BEND(S)

PROP. 12" 45° RJ DI  
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-WL-26- STA. 37+13.36
VERTICAL BEND(S)
PROP. 12" 45° RJ  
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SEE NOTE 1
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SEWER LINE
EXIST. 12" VC 

NOT SHOWN
INV. 188.56

SEWER LINE
EXIST. 8" VC

WATER
12"  CI 
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 WATER
12"  CI

EXIST.

-WL-26-STA. 35+29.59
AND 6" RJ DI HYDRANT LEG

FIRE HYDRANT TEE
PROP. 12"x12"x6" RJ DI 
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PROP. 12"x12"x8" RJ TEE
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EXIST. 6" AC WATER
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-WL-26- STA. 40+26.02
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-WL-26- STA. 40+12.36
GATE VALVE

PROP. 12" RJ 

RJ DI WATER LINE
PROP. 110 LF OF 12"

(TYP.)

4' MIN.

TO BE REPLACED
EXIST. SEWER LATERAL

FOR LATERAL REPLACEMENT
OF EXIST. SANITARY SEWER
APPROX. DEPTH

-WL-28- STA. 44+62.99
BEG. -WL-27- STA. 0+00

GLANDS
SLEEVE WITH RESTRAINING 
12"  MJ FULL BODY
CONNECT TO EXIST. 12" CI USING
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PROP. 12" 11.25° RJ DI BEND  
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-WL-27- STA. 3+78.13
FIRE HYDRANT TEE 
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RJ DI WATER LINE
PROP. 82 LF OF 12"
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