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UNTIL ALL SIGNATURES ARE COMPLETED
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-WL-28- STA. 23+87.42
PROP. 8" 45°RJ DI BEND

-WL-28- STA. 27+40.14
PROP. 8" 45°RJ BEND
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-WL-28- STA. 25+42.74
PROP. 8" 11.25°RJ DI BEND

-WL-28- STA. 25+33.34
PROP. 8" 11.25°RJ DI BEND

-WL-28- STA. 25+02.31
PROP. 8" 45°RJ DI BEND

-WL-28- STA. 24+86.75
PROP. 8" 45°RJ DI BEND

-WL-28- STA. 24+42.24
PROP. 8" 11.25°RJ DI BEND

-WL-28- STA. 25+71.76
PROP. 8" 11.25°RJ DI BEND
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-WL-28- STA. 24+22.49
PROP. 8" RJ GATE VALVE

-WL-28- STA. 27+15.67
PROP. 8" 22.5°RJ DI BEND

-WL-28- STA. 27+10.31
PROP. 22.5" 45°RJ DI BEND

RCP
PROP. 30" 

EXIST. 15" RCP15" RCP
EXIST. 

PROP. 15" RCP

8" RJ DIP
PROP. 106 LF OF 

8" RJ DI WATER LINE
PROP. 111 LF OF 

FOR LATERAL REPLACEMENT
OF EXIST. SANITARY SEWER
APPROX. DEPTH
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-WL-28- STA. 25+13.92
FIRE HYDRANT TEE
PROP. 8"x8"x6"

RCP
EXIST. 15" RCP

PROP. 30"

(TYP.)
2' MIN.

-WL-28- STA. 21+62.03
FIRE HYDRANT TEE
PROP. 8"x8"x6" 
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EXIST. 6" AC WATER

-WL-28- STA. 24+71.83
PROP. 8"X8"x8" RJ DI TEE

-WL-28- STA. 29+37.42
FIRE HYDRANT TEE
PROP. 8"x8"x6" 

PROP. 2" SADDLE TAP

MAIN TO PUE
WITH DI FROM EXIST. 
REPLACED/RELOCATED
LATERAL TO BE 
EXIST. 4" SEWER 

LINE INSTALLATION
REQUIRED FOR WATER

TO BE REMOVED AS
SANITARY SEWER

EXIST. ABANDONED

WATER LINE INSTALLATION
MANHOLE FOR 
REMOVE EXIST.

FOR LATERAL REPLACEMENT
OF EXIST. 8"" VC SANITARY SEWER

APPROX. DEPTH

SEWER PIPE
EXIST. 8" VC SANITARY

APPROX. LOCATION OF

MAIN TO PUE
WITH DI FROM EXIST. 
REPLACED/RELOCATED
LATERAL TO BE 
EXIST. 4" SEWER 

FOR LATERAL REPLACEMENT
PROP. STORM DRAINAGE DEPTH

FOR LATERAL REPLACEMENT
PROP. STORM DRAINAGE DEPTH

(TYP.)
2' MIN.

MAIN TO PUE
WITH DI FROM EXIST. 
REPLACED/RELOCATED
LATERAL TO BE 
EXIST. 4" SEWER 

STEEL
SMOOTH WALL 
PROP. 30"

15" RCP
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MAIN TO PUE
WITH DI FROM EXIST. 
REPLACED/RELOCATED
LATERAL TO BE 
EXIST. 4" SEWER 

-WL-28- STA. 23+91.47
-WL-28- STA. 23+59.36

VERTICAL BENDS
PROP. 8" 45° RJ DI 

-WL-28- STA. 28+15.94
-WL-28- STA. 28+14.10

VERTICAL BENDS
PROP. 8" 45° RJ DI -WL-28- STA. 28+32.16

-WL-28- STA. 28+30.87
VERTICAL BENDS
PROP. 8" 45° RJ DI 

E
X
I

S
T
.
 

T
E

L
.

15" RCP
PROP.

-WL-28- STA. 34+12.22
-WL-28- STA. 34+11.21

PROP. 8" 45°RJ DI VERT. BENDS

RCP
EXIST. 48" 

-WL-28- STA. 31+88.41
VERTICAL BEND

PROP. 8" 45° RJ DI 

-WL-28- STA. 31+91.13
VERTICAL BEND

PROP. 8" 45° RJ DI 

-WL-28- STA. 32+20.80
VERT. BEND
PROP. 8" 45°RJ DI 

-WL-28- STA. 32+23.80
VERT. BEND

PROP. 8" 45°RJ DI 

STA. 34+79.53
-WL-28- 
TEE
FIRE HYDRANT 
PROP. 8"x8"x6" 

-WL-28- STA. 34+44.47
-WL-28- STA. 34+43.20
DI VERT. BENDS
PROP. 8" 45°RJ 

-WL-28- STA 27+59.84
PROP. 8" 45°RJ BEND

RJDI WATER LINE
PROP 79 LF OF 8"

RJDI WATER LINE
PROP 77 LF OF 8"

RCP
EXIST. 12" 

-WL-28- STA 27+21.85
PROP 8" RJ GATE VALVE

MAIN TO PUE
WITH DI FROM EXIST. 
REPLACED/RELOCATED
LATERAL TO BE 
EXIST. 4" SEWER 

RE-ROUTE
SEE SHEET UC-33 FOR SEWER
ABANDONDED AND REMOVED. 
EXIST. 8" SEWER PIPE TO 

(TYP.)
2' MIN.

(TYP.)
2' MIN.

15" RCP
EXIST.

PROP. 36" STEEL

-WL-28- STA. 37+46.78
PROP. 8" 45°RJ DI BEND ROTATED

-WL-28- STA. 37+26.78
PROP. 8" 45°RJ DI BEND ROTATED

-WL-28- STA. 38+47.61
PROP. 8" 11.25°RJ DI BEND

-WL-28- STA. 39+05.92
PROP. 8" 11.25°RJ DI BEND

MAIN TO PUE
WITH DI FROM EXIST. 

REPLACED/RELOCATED
LATERAL TO BE 

EXIST. 4" SEWER 

(TYP.)
2' MIN.

PROP. 15" RCP

PROP. 15" RCP PROP. 24" RCP

EXIST. 15" RCP

(TYP)
MIN.
2' 

-WL-28- STA. 40+45.39
PROP. 8" 45°RJ DI BEND

-WL-28- STA. 40+70.65
PROP. 8" 45°RJ DI BEND ROTATED

-WL-28- STA. 38+44.43
FIRE HYDRANT TEE

PROP. 8"x8"x6" 

PROP. 2" SADDLE TAP

PROP. 2" SADDLE TAP

-WL-28- STA. 40+70.65
PROP. 8" 11.25°RJ DI VERT. BEND

-WL-28- STA. 41+90.34
PROP. 12"x8" RJ DI REDUCER

-WL-28- STA. 42+18.11
PROP. 12" RJ GATE VALVE

TO BE ABANDONED
EXIST. 15" RCP

-WL-26- STA. 41+15.64
-WL-28- STA. 42+25.46
PROP. 12"x12"x12" RJ DI TEE

WATER LINE
EXIST. 12" DI 
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15" RCP
EXIST.

-WL-28- STA. 39+97.75
-WL-28- STA. 39+66.07

PROP. 8" 45°RJ DI VERT. BENDS

-WL-28- STA. 36+75.04
-WL-28- STA. 36+71.98 

DI VERT. BENDS
PROP. 8" 45°RJ 

STA. 34+79.53
-WL-28- 
TEE
FIRE HYDRANT 
PROP. 8"x8"x6" 

RJDI WATER LINE
PROP 541 LF OF 8" 

RJDI WATER LINE
PROP 70 LF OF 12"

-WL-28- STA. 41+99.32
-WL-28- STA. 41+97.41

VERT. BENDS
PROP. 12" 45°RJ DI 

-WL-28- STA. 42+29.26
-WL-28- STA. 42+27.71
VERT. BENDS
PROP. 12" 45°RJ DI 

-WL-28- STA. 38+44.43
FIRE HYDRANT TEE
PROP. 12"x12"x6" 

-WL-28- STA. 44+87.47
PROP. 12" 45° RJDI BEND

-WL-28- STA. 45+11.03
PROP. 12" 45° RJDI BEND

RJDI WATER LINE
PROP 50 LF OF 12"

RCP
18" 
PROP. 

-WL-28- STA 37+63.09
PROP 8" RJ GATE VALVE 

EXIST. GROUND

-WL-29- STA. 1+41.28
PROP. 6" 90° RJ DI BEND

-WL-29- STA. 1+46.28
PROP. 6" 90° RJ DI BEND

END -WL-29- STA. 1+51.28

SANITARY SEWER
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PROP. GRADE
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(TYP.)
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AND RESTRAINING GLANDS
USING MJ DI FULL BODY SLEEVE

TIE TO EXIST. 6"

SLEEVE & VALVE
USING 6"x6"x6" TAPPING 
BEG. -WL-29- STA. 0+00

WATER LINE
OF 6" RJ DI 
PROP. 151 LF 

CONSTRUCTION
PRIOR TO STARTING
TO VERIFY LOCATION
AC PIPE. CONTRACTOR
EXIST. 6" ABANDONED
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