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830 INV EL = 814.59
PROP 36" STORM PIPE

INV EL = 832.0
EXIST. 24" FORCE MAIN

PROP GRADE (TYP.)

APPROX EXIST GROUND (TYP.)

(APPROX.)
EX. GAS

(APPROX.)
EX. 16" WATER LINE 

VERTICAL
45 DEG BENDS, 
4 - PROP 16" 

FOR HYDRANT
PROP 16" x 6" TEE 

(APPROX.)
EX. TELEPHONE LINE

SLEEVE AND VALVE
WITH TAPPING 
16" WATER LINE 
PROP TIE TO EX. 

(APPROX.)
EX. GAS

(APPROX.)
EX. TELEPHONE LINE

GROUND (TYP.)
APPROX EXIST 

(APPROX.)
EXIST 16" WM (TBA)

(APPROX.)
EXIST. 24" FORCE MAIN

INV EL = 816.2
MAIN
EXIST. 8" FORCE 

VALVE
HYDRANT
PROP 

VERTICAL
45 DEG BENDS, 

2 - PROP 6" 

VERTICAL
45 DEG BENDS, 
2 - PROP 6" HYDRANT

TEE FOR 
16" x 6" 
PROP 

HYDRANT LEG
PROP 125 LF 6" FIRE 

BEND, HORIZONTAL
1 - PROP 16" 45 DEG 

BEND, HORIZONTAL
1 - PROP 16" 22.5 DEG 

WATER LINE
PROP 870 LF 16" DI 
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WATER METER
PROP. RELOCATE

PROP. 1 - 16" x 6" TEE

AND VALVE
TAPPING SLEEVE 

PROP. 16" 

LINE
EX. 16" WATER

PROP. TIE TO THRUST BLOCK, TYP
PROP. CONCRETE 

PROP. 16" PLUG

THRUST BLOCK, TYP
PROP. CONCRETE 

ABANDON UTILITY PIPE
PROP. 820 LF 8" 

WATER LINE G
PROP. 870 LF 16" DI

FIRE HYDRANT 
PROP. RELOCATE

PROP. 1 - 16" 45 DEGREE BEND

PROP. 1 - 16" 22.5 DEGREE BEND

BASED ON FIELD CONDITIONS.    

ACTUAL QUANTITY AND TYPE OF FITTINGS WILL VARY 

FITTINGS ON THIS PLAN SHEET IS 3035 POUNDS. THE 

THE ESTIMATED QUANTITY OF DUCTILE IRON WATER PIPE 

NOTES:

             FITTINGS. 

             LENGTH REQUIRED ON EACH SIDE OF

             LENGTH TABLE ON SHEET UC-03E FOR

             REFER TO MINIMUM RESTRAINED JOINT 

NOTES:

LINE
WATER SERVICE 

PROP. 145 LF 1 1/4" WATER LINE H
PROP. 125 LF 6"

GATE VALVE
PROP. 6"

W WILSON AVE.
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