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INV OUT = 817.00'
INV IN (E) = 819.72'
INV IN (S) = 817.10'
TOP = 828.12'
PROP. 4.9' MH WALL
PROP. SMH 1302

INV = 820.90
PROP. 42" RCP

INV OUT = 817.68'
INV IN = 818.70'
TOP = 827.9'
PROP. 3.4' MH WALL
PROP. SMH 1304

INV OUT = 818.94'
INV IN = 819.06'
TOP = 829.04'
EXIST. SMH 

TO STA. 401+05
FSL - J STA. 400+05
INSTALLATION)
(TRENCHLESS
ENCASEMENT PIPE
PROP. 100 LF 16"

SEWER @ 0.65%
PROP. 37 LF OF 8" DI GRAVITY 

(APPROX.)
EXIST. 24" FSS (TBA)

PROP. 24" FSS 

INV. = 819.05
(TBA)
EXIST. 8" SEWER

(TBR)
INV = 819.50
EXIST. 36" RCP

INV = 820.06
EXIST. 18" RCP

(APPROX.)
EXIST. POWER

(APPROX.)
EXIST. GAS

SEWER @ 1.0%
PROP. 115 LF OF 8" DI GRAVITY 

WATER
PROP. 8"

(TBA)
WATER
EXIST. 8"

CONTINUATION
SEE SEWER LINE 'C' FOR

(APPROX.)
WATER
PROP. 6"

INV OUT = 817.00'
INV IN (E) = 819.72'
INV IN (S) = 817.10'
TOP = 828.12'
PROP. 4.9' MH WALL
PROP. SMH 1302

GRAVITY SEWER @ 2.5%
PROP. 136 LF OF 8" DI

GRAVITY SEWER @ 0.50%
PROP. 50 LF OF 8" DI

INV OUT = 823.1'
INV IN = 823.2'
TOP = 831.9'
PROP. 2.8' MH WALL
PROP. SMH 1303

INV = 825.13
STORM (TBR)
EXIST. 24"

(APPROX.)
HYDRANT LEG
EXIST. 6"

(TBA) (APPROX.)
EXIST. 8" WATER

INV OUT = 829.08'
TOP = 837.68'
EXIST. SMH 

GRAVITY SEWER @ 3.9%
PROP. 150 LF OF 8" DI

INV OUT = 816.65'
INV IN = 816.75'
TOP = 825.15'
PROP. 2.5' MH WALL
PROP. SMH 1301

FOR CONTINUATION
SEE SEWER LINE 'D'

SLEEVE AND VALVE
PROP. 24" TAPPING 

VALVE
TAPPING SLEEVE AND 
FORCE MAIN WITH 
PROP. TIE TO EX. 24" 

EX. 24" FORCE MAIN

PROP. 24" LINE STOP

PROP. 24" PLUG

HORIZONTAL
PROP. 24" 45 DEG BEND, 

BEND, ROTATED
PROP. 24" 45 DEG

BEND, VERTICAL
PROP. 24" 45 DEG

INV = 817.7' +/-
GRAVITY SEWER
PROP. 8"

SLEEVE AND VALVE
PROP. 24" TAPPING 

VALVE
TAPPING SLEEVE AND
FORCE MAIN WITH
PROP. TIE TO EX. 24"

EX. 24" FORCE MAIN

PROP. 24" LINE STOP

PROP. 24" PLUG

HORIZONTAL
PROP. 24" 45 DEG BEND, 

BEND, VERTICAL
PROP. 24" 45 DEG

BEND, VERTICAL
PROP. 24" 45 DEG

SEWER LINE "C"
PROP. 50 LF 8" DI GRAVITY 

PROP. 2.5 LF UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL MANHOLE WITH (1301)

UTILITY MANHOLE
PROP.  1 ABANDON 

UTILITY PIPE
PROP. 165 LF 8" ABANDON

SLEEVE AND VALVE
PROP. 24" TAPPING

PROP. 1 PLUG EXISING 8" SEWER

PROP. ADJUST MANHOLE

PROP. 3.4 LF  UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL MANHOLE (1304)

SEWER LINE "D"
PROP. 37 LF 8" DI GRAVITY 

UTILITY PIPE
PROP. 36 LF 24" ABANDON

SLEEVE AND VALVE
PROP. 24" TAPPING

PROP. CONC THRUST BLOCK, TYP

PIPE (BORE AND JACK)
PROP. 100 LF 16" ENCASEMENT

SEWER LINE "D"
PROP. 115 LF 8" DI GRAVITY 

SEWER LINE "C"
PROP. 136 LF 8" DI GRAVITY 

PROP. 4.9 LF  UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL MANHOLE (1302)

SEWER LINE "C"
PROP. 150 LF 8" DI GRAVITY 

PROP. 2.8 LF  UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL MANHOLE (1303)

THE EXISTING MH
PROP. CONNECT TO 

PROP. ADJUST MANHOLE

PROP. 1 PLUG EXISING 8" SEWER

UTILITY PIPE
PROP. 319 LF 8" ABANDON

PROP. 3 - 24" 45 DEGREE BENDS

PROP. CONNECT TO EXISTING MH

SANITARY SEWER LINE "L"
PROP. 60 LF 24" FORCE

PROP. 1 PLUG EXISTING 8" SEWER

SEWER CLEAN-OUT
PROP. SANITARY 

SERVICE LINE
PROP. 10 LF SEWER

BASED ON FIELD CONDITIONS.    

ACTUAL QUANTITY AND TYPE OF FITTINGS WILL VARY 

FITTINGS ON THIS PLAN SHEET IS 5335 POUNDS. THE 

THE ESTIMATED QUANTITY OF DUCTILE IRON WATER PIPE 

NOTES:

PROP. 1 - 24" PLUG

PROP. 1 - 24" LINE STOP

PROP. 1 - 24" PLUG

PROP. 1 - 24" LINE STOP

        SHALL BE DUCTILE IRON WITH AN INTERIOR LINING OF CERAMIC EPOXY.      
2.     ALL GRAVITY SEWERS AND FORCE SANITARY SEWER MAINS AND FITTINGS 

        SERVICE AT ALL TIMES.
  1.     PROVIDE WASTEWATER BYPASS PUMPING TO MAINTAIN SEWERS IN  

GENERAL NOTES

UTILITY CONSTRUCTION
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