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INV OUT = 803.9'
INV IN = 804.1'
TOP = 814.1'
PROP. 3.2' MH WALL
PROP. SMH 1402

INV  = 806.9' +/-
PROP. 42" RCP

INV OUT = 805.2'
INV IN = 806.2'
TOP = 817'
PROP. 5.8' MH WALL
PROP. SMH 1403 EX. CABLE (APPROX.)

INV OUT = 813.67'
INV IN (N) = 816.67'
INV IN (W) = 815.77'
TOP = 821.67'
PROP. 2' MH WALL
PROP. SMH 1404

(APPROX.)
EX. POWER

(APPROX.)
EX. POWER

INV OUT = 817.8'
INV IN = 818.46'
TOP = 825.4'
PROP. 1.6' MH WALL
PROP. SMH 1405

INV OUT = 821.9'
INV IN = 822'
TOP = 836.5'
PROP. 8.6' MH WALL
PROP. SMH 1406

INV = 826.55'
PROP. 18" RCP 

INV: 824.80
EXIST 8" SEWER (TBA)

(APPROX.)
EX. GAS

SEWER @ 1.5%
PROP. 22 LF OF 8" GRAVITY 

GRAVITY SEWER @ 2.2%
PROP. 306 LF OF 8" 

GRAVITY SEWER @ 2.6%
PROP. 132 LF OF 8" 

GRAVITY SEWER @ 0.7%
PROP. 305 LF OF 8" 

GRAVITY SEWER @ 3.5%
PROP. 214 LF OF 8" 

GRAVITY SEWER @ 1.9%
PROP. 59 LF OF 8" 

INV OUT = 828.8'
INV IN (W) = 830.8'
INV IN (N) = 838.2'
TOP = 846.4'
PROP. 11.6' MH WALL
PROP. SMH 1407

INV OUT = 835.77'
INV IN = 835.87'
TOP = 847.07'
EXIST. SMH 

INV OUT = 834.81'
INV IN = 835.87'

TOP = 853.95'
EXIST. SMH 

INV = 840.33'
PROP. 24" RCP 

INV OUT = 803.4'
INV IN = 803.5'
TOP = 812.6'
PROP. 3.2' MH WALL
PROP. SMH 1501

INV  = 807.82' +/-
PROP. 18" RCP

INV IN = 801.21'
TOP = 812.11'
EXIST. SMH 

GRAVITY SEWER @ 0.7%
PROP. 72 LF OF 8" 

GRAVITY SEWER @ 5.9%
PROP. 84 LF OF 8" 

CONTINUATION
SEE SEWER LINE 'H' FOR

ABAND MH
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INV OUT = 817.00'
INV IN = 817.10'
TOP = 826.2'
PROP. 3.2' MH WALL
PROP. SMH 1408

INV OUT = 813.67'
INV IN (N) = 816.67'
INV IN (W) = 815.77'
TOP = 821.67'
PROP. 2' MH WALL
PROP. SMH 1404

SEWER @ 1.5%
PROP. 22 LF OF 8" GRAVITY 

CONTINUATION
SEE SEWER LINE 'G' FOR
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HORIZONTAL SCALE

VERTICAL SCALE

UTILITY CONSTRUCTION

PROP. 3.2 LF UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL MANHOLE (1402)

PROP. 1 PLUG EXISING 8" SEWER

UTILITY PIPE
PROP. 225 LF 8" ABANDON

SEWER LINE "G"
PROP. 59 LF 8" DI GRAVITY 

SEWER LINE "G"
PROP. 214 LF 8" DI GRAVITY 

SEWER LINE "H"
PROP. 22 LF 8" DI GRAVITY 

PROP. 1 PLUG EXISTING 8" SEWER

UTILITY PIPE
PROP. 75 LF 8" ABANDON

SEWER LINE "G"
PROP. 305 LF 8" DI GRAVITY 

UTILITY PIPE
PROP. 285 LF 8" ABANDON

UTILITY MANHOLE
PROP.  1 - ABANDON 

UTILITY MANHOLE
PROP.  1 ABANDON 

SEWER LATERAL
PROP.  20 LF 4" 

CLEANOUT
SANITARY SEWER

PROP.  1 

SEWER LINE "G"
PROP. 132 LF 8" DI GRAVITY 

PROP. 8.6 LF UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL MANHOLE (1406)

SEWER LINE "G"
PROP. 306 LF 8" DI GRAVITY 

PROP. 11.6 LF UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL MANHOLE WITH (1407)

SEE SHEET  UC-15
FOR PROP. 8" DI GRAVITY SEWER LINE 'E'

UTILITY PIPE
PROP. 430 LF 8" ABANDON

UTILITY MANHOLE
PROP.  1 ABANDON 

UTILITY PIPE
PROP. 115 LF 8" ABANDON

PROP. ADJUST MANHOLE
SEWER LINE 'G'
PROP. 84 LF 8" DI GRAVITY 

PROP. ADJUST MANHOLE

THE EXISTING MH
PROP. CONNECT TO 

PROP. 1 PLUG EXISTING 8" SEWER

PROP. 3.2 LF UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL MANHOLE (1402)

PROP. 3.2 LF UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL DOGHOUSE MANHOLE (1401)

SEWER LINE "G"
PROP. 72 LF 8" DI GRAVITY 

FIELD CONDITIONS.    

QUANTITY AND TYPE OF FITTINGS WILL VARY BASED ON 

FITTINGS ON THIS PLAN SHEET IS 135 POUNDS. THE ACTUAL 

THE ESTIMATED QUANTITY OF DUCTILE IRON WATER PIPE 

NOTES:

PROP. 5.8 LF UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL MANHOLE WITH (1403)

PROP. 2 LF UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL MANHOLE WITH (1404)

PROP. 3.2 LF  UTILITY MH WALL 4' DIA
PROP. 1 - 4' DIA UTL DOGHOUSE MANHOLE (1408)

        SHALL BE DUCTILE IRON WITH AN INTERIOR LINING OF CERAMIC EPOXY.      
2.     ALL GRAVITY SEWERS AND FORCE SANITARY SEWER MAINS AND FITTINGS  

        SERVICE AT ALL TIMES.
  1.     PROVIDE WASTEWATER BYPASS PUMPING TO MAINTAIN SEWERS IN  

GENERAL NOTES
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