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‘ 2 STAIMLESS STEEL BANDS
PYC_OR_ABS SADDLE
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FOR V.C. MAIN & V.C. SADDLE - BLOCK & SEAL. WITH MORTAR.
FOR V.C. MAIN & C.I, SADDLE - PROVIDE 1 STAINLESS STEEL BAND AROUND MAIN & CEMENT SEAL
FOR AB.S. OR PVC MAIN - PROVIDE 2 STAINLESS STEEL BANDS AROUND MAIN & SOLYVENT SEAL
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WASHED STONE UNDER REFPAIR
MIN, 6° UNDER FIFE
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COUPLING (TYP.)
MIN, GRADE OF 1/4"PER FT.
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CLEANOUT

EXTEND SERVICE LINE
BEYOND CLEANOUT

USE MANUFACTURED TRANSITION COUPLINGS

DESIGNED FOR TYPE OF PIPE ENCOUNTERED

IN FIELD

« COMBINATION (WYE. AND BEND) FITTINGS.

SEWER SERVICE REPAIR DETAIL

WILL NOT BE ACCEPTED ON SERVICE CONNECTIONS.
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CHECKED BY: JSM

Stub Proposed Pipe 3'into M.H.
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UTILITY CONSTRUCTION
PLANS ONLY
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Grout on Inside of M.H.Around
Connection- W/ Hydraulic Cement

Existing Concrete Shq
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Main Line Connection
To Existing Manhole

Core I-iole And Install Rubber Boot .If
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Proposed Connection

Washed Stone
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METER BOX LOCATION
WITH SIDE WALK.

UTILITY CONSTRUCTION
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CONC. THRUST BLOCK -

TRANSITION COUPLING

REQUIRED SHOULDER

SIDEWALK
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EXIST. CI WATER PIPE

CURB & GUTTER
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WATER LINE DEPTH 10 BE DEPTH AS SHOWN
A MIN. OF 48°FROM TOP ON PLANS.

OF PIPE TO FINISHED GRADE,
UNLESS OTHERWISE SHOWN

- ON PLANS. \
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SERVICE SADDLE WITH -
DOUBLE STRAP & NEOPRENE
GASKET,

REQUIRED FOR ALL. TAPS ON
A.L. OR PV.C, PIFE.
REGQUIRED FOR 2* AND 1 ',
TAPS ON DUCTILE IRON -PIPE

ANG CAST IRON PIFE CORPORATION STOP WITH
AWWA STO, TAPERED THREAD

COPPER PIFE .
TYPE 'K*SOFT
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TAMPED BACKFILL

BRASS 3 PART UNION CTS x CTS (TYP.)

WATER SERVICE RECONNECTION DETAIL

% BITUMINOUS COTED
ALL THREAD RESTRAINING RODS
(2 EACH PER CONNECTION )

AT ALL 45° BENDS

RELOCATION OF &"CI WATER PIPE
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