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STANDARD CONCRETE VALVE COLLAR

(IF NOT IN ASPHALT)

(IF IN ASPHALT, VALVE BOX TO
MATCH ASPHALT GRADE)
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REVISION: 2) REMOVED VALVE BOX NOTE — 03/14/2012
REVISION: 1) ADDED CONCRETE SUPPORT UNDERNEATH VALVE — 03/14/2012
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NCDOT Parts List

1 - 66" Blue with Black Cap Marker Post OR

1 - 66" Blue with White Cap, 2 inside Terminal Test Station
1 - Cap Lock for Test Station

3 - Custom Decals, as shown below

66"

&

E T ]
ITT S v 1™ Y "0 "0

NOTES:

The Anchor Flaps shall be extended prior to

burial of the post. Soil shall be compacted during
placement of marker post.

Install above-ground utility markers at horizontal bends,
main-line valve boxes (not within 10 feet of a fire hydrant
assembly branch), ends of directional bores, bank edge
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directional bores.
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NOTE:
Detail is typical for ONWASA.
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marker sign shall read
"Jones County Utilities"

Minimum bury
/ depth 18"
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For water line in Jones County, |
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Anchor Detail

of all channels crossed by directionl bores, each side of a
roadway crossing, and along the piping alignment. The
maximum spacing for the above-ground utility markers
shall be 500 linear feet. In locations where there are
multiple horizontal bends in close proximity, one marker
will be sufficient to demonstrate the change in direction.
Utility markers designed to provide access to tracer wire
shall be installed at every third marker, or every 1000 feet
of pipe, whichever is lesser. Tracer wire accesible above-
ground utility markers shall also be installed at ends of
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ONLY WATER LINE CONSTRUCTION
SHOWN ON THIS SHEET

NORTH CAROLINA
DEPARTMENT OF
TRANSPORTATION

UTILITIES ENGINEERING SEC.

PHONE: (919) 707-6690
FAX: (919) 250-4151
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UTILITY CONSTRUCTION

PLANS ONLY
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Onslow Water & Sewer Authority

USE WITH "ONWASA MANUAL OF SPECIFICATIONS, STANDARDS and DETAILS,

latest revision”

INLINE VALVE DETAIL

Onslow Water & Sewer Authority

USE WITH "ONWASA MANUAL OF SPECIFICATIONS, STANDARDS and DETAILS,

latest revision”
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STANDARD UTILITY MARKER
FOR WATER MAIN

SCALE: DETAIL #
Not To Scale |WS_WMRK
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March, 2012
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METER BOX PER ONWASA

REQUIREMENTS

SDRY
_

PLASTIC

3/47 PE
457

VARIABLE

O

3/47 X 5/8" METER YOKE WITH
LOCK WING METER STOP AND

ASSE DUAL CHECK

3/4" BRASS
CORP. STOP

NOTE: METER BOX TO BE SUPPORTED ON BRICK OR BLOCK

1) ADDED WASHED STONE BASE UNDERNEATH VALVE — 03/14/2012

REVISION: 2) REMOVED CHECK VALVE DOWNSTREAM OF METER — 03/14/2012

DUAL CHECK VALVE NEAR METER
(REQUIRED)

DOUBLE CHECK VALVE ASSEMBLY FOR
COMMERCIAL USERS AT A MINIMUM.
CONTACT ONWASA'S CROSS—CONNECTION
CONTROL OFFICE

CUSTOMER'S
RESPONSIBILITY
BEGINS

ONWASA’S
RESPONSIBILITY
STOPS HERE

METER
ONWASA’S
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commercial at a

A gate valve, backflow device in the form of a Dual Check Valve for residential (Double Check Valve Assemblies for

minimum), and a pressure reducing valve MUST be installed directly behind the meter (see diagram above).

An additional gate valve located near the house is recommended, but not required.

North Carolina Plumbing Code Section 608 requires a gate valve, backflow prevention and a pressure reducing
All materials shall be pressure rated to one hundred—fifty (150 psi).

valve on all connections with the Public Water Supply.

Please contact the Onslow Water and Sewer Authority (ONWASA) twenty—four (24) hours

The water meter will be locked upon installation.
in advance to schedule the inspection of the valves.

All valves MUST be installed prior to unlocking the meter.

Place the blue flag approximately thirty (30) feet from the center of the road Utility Right of Way for proper placement of ONWASA’s water
meter. All efforts will be made to install the meter where it is marked; however, ONWASA reserves the right to place the meter in the most

feasible location to all parties involved. If the blue flag is not placed in a feasible location,

it may result in a delay of installation.

CONNECTION AND METER

March, 2012
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Onslow Water & Sewer Authority Onslow Water & Sewer Authority
USE WITH "ONWASA MANUAL OF SPECIFICATIONS, STANDARDS and DETAILS, latest revision” USE WITH "ONWASA MANUAL OF SPECIFICATIONS, STANDARDS and DETAILS, latest revision”
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UTILITY CONSTRUCTION
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