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SEE SHEET 31 FOR -L- PROFILE

SEE SHEET 37 FOR -Y3- PROFILE

SEE SHEET 38 FOR -Y3A- PROFILE

SEE SHEET 41 FOR -Y3D- PROFILE

SEE SHEETS S-  THRU S-  FOR STRUCTURE PLANS

SEE SHEET 2A-8 FOR BRIDGE DETAIL

SEE SHEET 40 FOR -Y3C- PROFILE

TRAFFIC DIAGRAM FOR -L- AND -Y3-
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45 DEGREE BEND

78.00’ RT

+47.50 (-L-)
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45 DEGREE BEND

117.00’ LT

+47.50 (-L-)

WATER LINE; BEGIN NEW 6" WATER LINE

CONTRACTOR SHALL LOCATE EXIST. 6"

PROP. 6" VALVE

(TYP.)

PAVED SHOULDER

5’-0" MIN. OFF

1-2" PLUG

PROP.

PROP. 2" VALVE

6" x 6" x 2" TEE

PROP.

45 DEGREE BEND

153.00’ RT

16+00.00 (-Y3-)

11.25 DEGREE BEND

154.00’ RT

+62.50 (-L-)

BY OPEN CUT

ENCASEMENT PIPE

PROP. 106’ OF 12"

BY OPEN CUT

ENCASEMENT PIPE

PROP. 165’ OF 12"

6" PLUG

PROP.

PROP. 6" VALVE

10+00 (-Y3-) = 0+00

BEGIN WATER LINE STATIONING

BACKFILLING SHALL BE ALLOWED

AND RESTRAINT OF 45 DEGREE BEND, AND

3,000 PSI STRENGTH BEFORE INSTALLATION

AND ALLOW CONCRETE TO OBTAIN

PROVIDE THRUST COLLAR PER DETAIL

1-6" PLUG

PROP.

3X ENLARGEMENT

INSET "F"

THRUST COLLAR

VALVE

(TIE TO EX. 6")

45 DEGREE BEND

Water Line

Exist. 6"

1-2" PLUG

PROP.

3X ENLARGEMENT

INSET "G"

(TIE TO EX. 2")

45 DEGREE BEND
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THIS SHEET
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PROP. 6" VALVE

CONNECT TO NEW WATER LINE

EXIST. 2" WATER LINE AND

CONTRACTOR SHALL LOCATE
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(TYP.)NCDOT STATIONING 

(TYP.)NCDOT STATIONING 

STATIONING (TYP.)

WATER LINE

11.25 DEGREE BEND

21.00’ RT

+71.00 (-Y3-)

45 DEGREE BEND

38.00’ RT

+43.00 (-Y3-)

INSIDE R/W

10’ MIN.

INSIDE R/W

10’ MIN.

R/W (TYP.)

5’-0" MIN. INSIDE

R/W (TYP.)

INSIDE

5’-0" MIN.

SEE SHEET UC-15

WATER LINE (2)

PROP. 1,334’ OF 6"

METERWATER 

RELOCATE

6" UTILITY PIPE

ABANDON 1,176’ OF

2" UTILITY PIPE

ABANDON 150’ OF

REMOVE WATER METER

REMOVE WATER METER
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