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3-31-15

    PIPE: PARCELS 123 & 124.

    CROSS OVER OR UNDER THE PROPOSED STORM DRAIN

3) GUC TO RELOCATE WATER METERS IF REQUIRED TO

    WITH ABANDONED WATER MAINS.

2) CONTRACTOR TO ABANDON EXISTING WATER SERVICES

    SERVICE CONFLICT BOX WILL BE REQUIRED.

    IN THE EVENT A CONFLICT CANNOT BE AVOIDED, A

    AVOID CONFLICT: PARCELS 123 & 124.

    OVER OR UNDER THE PROPOSED STORM DRAIN PIPE TO

    SANITARY SEWER SERVICES IF REQUIRED TO CROSS

1) CONTRACTOR TO REPLACE THE FOLLOWING EXISTING

NOTES:

INV. 42.86(E)

INV. 47.90(W)

INV. 42.86(SE)

INV. 41.94(N)

TOP 55.89

MH-03

INV. 50.74(NW)

TOP 55.30

MH-04

INV. 42.31(W)

INV. 42.88(NE)

INV. 42.29(S)

TOP 53.13

MH-05

INV. 48.28(E)

INV. 48.10(SW)

TOP 53.35

MH-06

INV. 41.63(NW)

INV. 41.76(S)

TOP 53.66

MH (B) N SIDE 5th

INV. 63.85(W)

INV. 63.86(E)

INV. 64.16(S)

INV. 63.94(N)

TOP 69.13

MH-73

INV. 66.32(W)

INV. 65.89(S)

INV. 65.83(N)

TOP 71.26

MH-68

INV. 65.74(W)

INV. 65.60(S)

INV. 65.55(N)

TOP 71.51

MH-69

INV. 65.14(W)

INV. 65.17(E)

INV. 65.27(S)

INV. 65.17(N)

TOP 71.09

MH-70

INV. 65.09(W)

INV. 65.01(E)

INV. 65.14(S)

INV. 65.06(N)

TOP 70.61

MH-71

INV. 64.44(W)

INV. 64.51(E)

INV. 65.68(S)

INV. 64.40(N)

TOP 70.44

MH-72

12) COMPLETE BACKFILL & COMPACTION OPERATIONS.

11) OBSERVE FOR LEAKS.

10) DISCONTINUE BY-PASS PUMPING & RETURN UTILITIES TO SERVICE.

9)   SWAB CHLORINATE WATER MAINS & FITTINGS.

8)   INSTALL INDICATED LENGTHS OF PROPOSED SEWER, GAS & WATER MAINS.

7)   INSTALL 60" RCP WITH PROPER BEDDING, BACKFILL & COMPACTION.

6)   REMOVE INDICATED LENGTHS OF EXISTING SEWER, GAS & WATER MAINS.

5)   OPEN-CUT ROADWAY.

      CUSTOMERS SERVED BY THESE UTILITIES.

4)   PROVIDE UNINTERRUPTED UTILITIES SERVICE TO ALL GUC

      DRAIN.

3)   ISOLATE EXISTING GAS & WATER ON EITHER SIDE OF 60" RCP STORM

2)   BY-PASS PUMP FROM MANHOLE #5 TO MANHOLE # 3.

      EXISTING SEWER AT PROPOSED STORM DRAIN CROSSING.

1)   INSTALL TEMPORARY PLUGS AT MANHOLES #3 & #5 TO ISOLATE

NOTES:
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WITH ROADWAY PLAN SHEET 15

UTILITY PLAN SHEET UC-12 CORRESPONDS

WITH ROADWAY PLAN SHEET 12

UTILITY PLAN SHEET UC-12 CORRESPONDS

WITH ROADWAY PLAN SHEET 12

UTILITY PLAN SHEET UC-12 CORRESPONDS

TO SERVICE & OBSERVE FOR LEAKS
INSTALL THRUST BLOCK, RETURN MAIN

INSTALL FITTINGS & CONNECTIONS;
MAIN AS REQ'D; SWAB DISINFECT &

DISINFECTION; ISOLATE & REMOVE EX
BLOWOFF FOR FLUSHING, TESTING &

OF EXISTING; INSTALL TEMP PLUG &
INSTALL PROP 6" WATER MAIN SHORT

PROP - 170' OF 2" GAS LINE

2" SDR-11 MDPE

ADAPTER COUPLING
TO EX 2" STEEL W /

CONNECT PROP MAIN

(BY GUC)
ASSEMBLY

DROP DOWN
INSTALL 12" DIP

TO INSTALL STORM DRAIN

2" GAS MAIN AS NECESSARY

RELOCATE EXISTING

NECESSARY TO INSTALL STORM DRAIN

RELOCATE EXISTING 2" GAS MAIN AS

REMOVE EXISTING GAS
8" UTILITY PIPE
ABANDON 150'

GRAVITY SEWER
PROP - 20' OF 8" SANITARY

GRAVITY SEWER
PROP - 20' OF 8" SANITARY

PROP - 435' OF 8" GAS LINE

ï»¿2 - 8" 45î€€ 
8" WRAPPED  STEEL

GRAVITY SEWER
PROP - 20' OF 8" SANITARY GRAVITY SEWER

SANITARY
PROP - 20' OF 8"

GRAVITY SEWER
SANITARY
PROP - 20' OF 8"

PROP - 335' OF 2" GAS LINE

2" SDR-11 MDPE

TO EX 2" MDPE
CONNECT PROP MAIN

PROP - 95' OF 12" WATER LINE (DIP)
PROP - 25' OF 12" WATER LINE (C900)

CONNECT W / NECESSARY FITTINGS
2 - 12" COUPLINGS

15" RCP STORM DRAIN PIPE
8" DIP CENTERED UNDER

1 - 12"x 6" TAPPING VALVE
6" C900 PVC

8" GAS MAIN
8" DIP CENTERED OVER

WATER MAIN
8" DIP CENTERED OVER

24" RCP STORM DRAIN PIPE
8" DIP CENTERED UNDER

STORM DRAIN PIPE
8" DIP CENTERED OVER

1 - 12" TAPPING VALVE
PROP - 83' OF 12" WATER LINE (DIP)
PROP - 80' OF 12" WATER LINE (C900)

CONNECT W / NECESSARY CONNECTIONS
ï»¿1 - 12" 45î€€ DI 

" GAS VALVE4
31 - 

" GAS LINE4
3PROP - 10' OF 

CONNECT TO EX SERVICE

" TAPPING SERVICE SADDLE4
31 - 

" SDR-11 MDPE4
3

FITTINGS. (BY GUC)
CONNECT W / NECESSARY

GAS MAIN W / (2) COUPLINGS.
PROP -  40' OF 2" STEEL

GRAVITY SEWER
PROP - 40' OF 8" SANITARY

60" STORM DRAIN PIPE
8" PVC CENTERED OVER

PROP - 40' OF 6" WATER LINE

PROP - 2 - CLEANOUTS

PROP - 20' OF 8" GAS LINE

PROP - 19' OF 6" WATER LINE

CONNECT W / NECESSARY FITTINGS
ï»¿1 - 6" 45î€€ DI 
6" C-900 PVC

INSTALL 18" RCP STORM DRAIN
LOWER EX 8" GAS MAIN TO
ï»¿4 - 8" 45î€€ 
8" WRAPPED STEEL

INV OUT 50.74
TOP 55.30
MH #4

INV OUT 42.26
INV IN (SE) 42.14
INV IN (NE) 42.78
TOP 53.09
MH #5

INV OUT 41.91
INV IN (E) 41.87
INV IN (SE) 42.76
INV IN (W) 47.80
TOP 55.84
MH #3

2 - MJ SLEEVES
60" RCP STORM DRAIN PIPE
6" DIP CENTERED OVER

CONNECT W / NECESSARY FITTINGS
1 - 1" ANGLE STOP
1 - 1" CORPORATION STOP
1 - 12"x 1" TAPPING SADDLE
10' OF 1" TYPE "K" COPPER

PROP - RELOCATE WATER METER

RELOCATE FIRE HYDRANT

TOP ELEV = 66.00
NEW 15" RCP
GAS MAIN UNDER
EXTEND NEW 8"

CONNECT W / NECESSARY FITTINGS
1 - 2" VALVE
1 - 12"x 2" TAPPING SADDLE
10' OF 2" SDR-21 PVC

PROP - 2" WATER METER

Soil

Contaminated

Petroleum

5/4/2015

https://trust.docusign.com

		2015-05-04T13:35:16-0700
	DocuSign, Inc.
	Digitally verifiable PDF exported from www.docusign.com




