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7� " 7� "

130-#5 A400 @ 6" CTS. (BOTTOM OF FLOOR SLAB)

6"6"

134-#4 B2 @ 6" CTS. (FILL FACE) (EA. EXTERIOR WALL)

101-#4 B1 @ 8" CTS. (STREAM FACE) (EA. EXTERIOR WALL)
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1’-0"
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SPLICE) (TOP
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3-#8 S4 @

A400
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A201 OR

104-#5 A200 @ 7� " CTS. (TOP OF FLOOR SLAB)#5 A201 & #5 A202 @ 7� " CTS. (TOP OF FLOOR SLAB) #5 A203 & #5 A204 @ 7� " CTS. (TOP OF FLOOR SLAB)
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A400

A200 OR

A404

A203 OR

A450

A250 OR

A451

A251 OR

7� "

6"

#5 A251 THROUGH #5 A253 @ 7� " CTS. (TOP OF FLOOR SLAB)

#5 A451 THROUGH #5 A453 @ 6" CTS. (BOT. OF FLOOR SLAB)

#5 A254 THROUGH #5 A256 @ 7� " CTS. (TOP OF FLOOR SLAB)

#5 A454 THROUGH #5 A457 @ 6" CTS. (BOT. OF FLOOR SLAB)
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PART PHASE 2)

(PHASE 1 &

85° -00’-00" SKEW

CONCRETE BOX CULVERT

TRIPLE 12 FT. X 12 FT.

134-#5 A2 @ 6" CTS. (CORNER BARS) (EA. EXTERIOR WALL, SEE BARREL SECTION)

V. X. NGUYEN 7-15

C-3

7

LENGTH OF CULVERT = 66’-9"

 

103-#5 A250 @ 7� " CTS. (TOP OF FLOOR SLAB)

 

129-#5 A450 @ 6" CTS. (BOT. OF FLOOR SLAB)

(TYP.)

2" CL.

(TYP.)

2" CL.

(TYP.)

8"

J. P. McCARTHA 8-18-15

(SEE BARREL SECTION)

STAGGERED IN INTERIOR WALL

#5 A2 @ 1’-0’’ CTS.

(TYP. EA. INTERIOR WALL)

(SEE BARREL SECTION)

STAGGERED IN INTERIOR WALLS

#4 B3 @ 1’-0’’ CTS. EA. FACE

A450

A250 OR

A454

A254 OR

#5 A401 THROUGH #5 A403 @ 6" CTS. (BOT. OF FLOOR SLAB)

11/19/2015


	B5395_SD_CU

		2015-11-19T08:58:16-0800
	DocuSign, Inc.
	Digitally verifiable PDF exported from www.docusign.com




