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UC-10

PROP. 48’ - ABANDON

8" UTILITY PIPE

(PVC WATER)

PLUG

W / 4 - 45 DEGREE BENDS

PROP. - RELOCATE

WATER METER

PROP. - RELOCATE

FIRE HYDRANT

PLUG

CUT-IN 8"x 8" TEE

PROP. 74’ - 8" R.J.D.I.

WATER LINE (LINE WL5) 

SEE SHEET UC-21

FOR PROFILE

PLUG

PLUG

PLUGPLUG

PROP. 255’ - ABANDON

8" UTILITY PIPE

(C.I. WATER)
PROP. 70’ - ABANDON

8" UTILITY PIPE

(C.I. WATER)

PLUG

REMOVE EX. 8" TEE

TIE TO EX. 8" VALVE

W/ R.J. FLANGE ADAPTER

RESTRAIN EX. 6" VALVE

W/ CLAMP ON RESTRAINT

PROP. 45

DEGREE BEND

REMOVE EX. BEND

TIE TO EX. 8"x 6"

REDUCER W/ R.J.

FLANGE ADAPTER

PROP. 28’ - 6" R.J.D.I.

WATER LINE

ABANDON 6"

UTILITY PIPE

(C.I. WATER)

PROP. 11.25

DEGREE BEND

PROP. 54’ - 8" D.I.

WATER LINE

SEE SHEET UC-3D

FOR DETAIL
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