
 

CABINET

EXISTING STORAGE 

LAVATORY

EXISTING

AND TRANSFORMER AREA

EXISTING LIGHTNING ARRESTOR

REPLACED

DOORS TO BE 

2'-6"x6'-8" STEEL 

EXISTING TWO 
EXISTING

3'-4"x6'-8"

STEEL DOOR

LIMITS OF PAINTING

LIMITS OF PAINTING

SPECIFICATIONS

MUST BE PAINTED AS PER

FLOOR AND SECOND FLOOR

CONTROL HOUSE IN FIRST 

VERTICAL SURFACES OF THE 

ALL INTERIOR AND EXTERIOR

LIMITS OF NEW PAINTING. 

1
4
'-
0
"

5
'-
0
"

4
'-
6
"

4
'-
6
"

12'-10" 8"

27'-6"

12'-8" 8"

14'-0"

18'-0"11'-6"

1
4
'-
0
"

5
'-
1
"

3
'-
4
"

5
'-
7
"

4'-0"

4
'-
0
"

8"

" =1'-0"1/2SCALE: 

EXISTING 3'-0"x6'-8"

STEEL DOOR TO BE 

REPLACED

REPLACED

STEEL DOOR TO BE

EXISTING 3'-4" x 6'-8" 

" =1'-0"1/2SCALE: 

(SEE NOTE 2)

(SEE NOTE 2)

SEE NOTE 1 BELOW.
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MODIFICATIONS TO THE CONTROL HOUSE.

SEE ELECTRICAL SHEETS E-30, E-31, AND E-42 FOR ELECTRICAL 2.

TO THIS WORK

FOR THIS WORK AND SATISFY ALL GOVERNING CODES RELATED 

CONTRACTOR SHALL OBTAIN ALL NECESSARY PERMITS REQUIRED 

OF BY A LICENSED ASBESTOS ABATEMENT CONTRACTOR. THE 

TILES AND OTHER FLOORING SHALL BE REMOVED AND DISPOSED 

CONTAIN ASBESTOS (5% CHRYSOTILE). THE EXISTING FLOOR 

THE EXISTING FLOOR TILES IN THE OPERATING ROOM1.
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