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DETAIL

LIGHTING FIXTURES

CONDUIT SUPPORTS &

CONDUIT STRAPS SHALL BE SIZED ACCORDINGLY.

THE CONDUIT STRAP DETAIL SHOWN IS IN PARTICULAR TO 3/4" CONDUIT. ALL 4.

CATALOG NO. TWP-LED-30C-700-40K-T3M-MVOLT-DDBXD OR APPROVED EQUAL.

THE WALL MOUNTED OUTDOOR LIGHT FIXTURES SHALL BE LITHONIA LIGHTING3.

CATALOG NO. EU2-LED-M12 OR APPROVED EQUAL.

THE WALL MOUNTED EMERGENCY LIGHT FIXTURES SHALL BE LITHONIA LIGHTING2.

CATALOG NO. SMK-ZR24-40L-35K-10V OR APPROVED EQUAL.

THE INDOOR CEILING MOUNTED LED LIGHT FIXTURES SHALL BE CREE LIGHTING1. 
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