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PILOTHOUSE  PANEL P201

1 3R NON-FUSED 208V 60 3 Fire Pump

1 1 NON-FUSED 208V 35 3 HVAC Condencer 

1 3R NON-FUSED 208V 40 3

1 3R NON-FUSED 208V

1 1 NON-FUSED 208V 20 2 Galley Heater

1 1 NON-FUSED 208V 20 2 Main Deck Head Heater

1 1 NON-FUSED 208V 10 2 FCU #7 2nd  Deck Passageway HVAC

1 1 NON-FUSED 208V 20 2 Stair Tower Exaust Fan

1 1 NON-FUSED 208V 10 2 FCU #5 Galley HVAC

1 1 NON-FUSED 208V 15 2 FCU #6 Main Deck Office/Head HVAC

1 1 NON-FUSED 208V 10 2 FCU #3 Crew Quarters HVAC

1 1 NON-FUSED 208V 15 2 FCU #4 2nd Deck Head/Shower HVAC

1 1 NON-FUSED 208V 10 2 FCU #1 Pilot House HVAC

1 1 NON-FUSED 208V 10 2 FCU #2 Captain Quarters HVAC

3

3

208V

208V

Engine Room Exhaust Fan NO. 2

ENGINE ROOM PANEL P202

2 2nd Deck Head Heater1 1 NON-FUSED 208V 20

Engine Room Heater NO. 1

3 Sanitary W. Press Set1 3R NON-FUSED 208V 40

Pot W. Press Set

1 3R NON-FUSED 208V 20 3 Engine Room Supply Fan NO. 1

1 3R NON-FUSED 208V 15 2 Engine Room Exhaust Fan NO. 1

15 2

NON-FUSED 25 2

1

1

15

15

208V

208V

MAIN SWITCHBOARD

ENGINE ROOM PUMP PANEL P203

HVAC PANEL P204

Air Compresser NO. 2

Air Compresser NO. 1

NON-FUSED

NON-FUSED

3R

3R

1 3R NON-FUSED 25 2 Engine Room Heater NO. 2

1 3R

3R

3R

3R

NON-FUSED 208V 40 2

NON-FUSED 208V 30 3

1

30 3 Fuel Transfer Pump Port Cargo Tank

1 3R

Steering Gear Room Vent Fan NO. 1

NON-FUSED 208V 15 3 Oily Water Pump

NON-FUSED 208V 15 3 Waste Oil Pump

1

1

NON-FUSED 208V 10 3 Red Fox MSD

1 3R NON-FUSED 208V 20 3 Engine Room Supply Fan NO. 2

1 3R NON-FUSED 208V 15 3 Sewage Pump Out 

1 3R NON-FUSED 208V

Fuel Transfer Pump STB Cargo Tank

1 3R

1 3R NON-FUSED 208V 25 2 Pilot House Heater

1 3R NON-FUSED 208V 20 2 Window Defroster

1 1 NON-FUSED 208V 20 2 1 Main Deck Shower Heater

1 3R NON-FUSED 208V 30 3 Bilge Pump

***NOTE: ALL HVAC ITEMS ON HOLD PENDING FINAL HVAC SYSTEM DESIGN*** 
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