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12" WATER LINE

PROPOSED 313 LF 

RECONNECT WATER METER

WATER SERVICE LINE

PROPOSED 4 LF 

6" WATER LINE

PROPOSED 315 LF

ABANDON 341 LF 6" UTILITY PIPE

-WLA- STA. 1+61.98

PROPOSED 6"X6" TEE

RELOCATE WATER METER

SERVICE LINE

PROPOSED 9 LF WATER 
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SHEET UC-12

FOR PROFILE SEE

RELOCATE GUY WIRES AS REQUIRED

FOR PROFILE SEE SHEET UC-19

SHEET UC-12

FOR PROFILE SEE

SHEET UC-13

FOR PROFILE SEE

-WLA- STA. 0+6.72

-WL2- STA. 0+32.09

 BEND°PROPOSED 6" 45

    FOR THE PROPOSED PIPE INSTALLATION

3. EXISTING PIPE TO BE ABANDONED SHALL BE REMOVED AS NECESSARY BY CONTRACTOR

2. FOLLOWING CONSTRUCTION OF PROPOSED WATER LINE, ABANDON VALVE IN PLACE.

1. SEE SHEET UC-3A FOR CONNECTION TO EXISTING AC WATER LINE DETAIL.
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6" UTILITY PIPE

ABANDON 371 LF

RELOCATE WATER METER

PROPOSED 6" VALVE

PROPOSED 6" VALVE

PROPOSED 12" INSERTION VALVE

PROPOSED 388 LF 6" WATER LINE

WATER METER

RECONNECT 

RELOCATE WATER METER

SERVICE LINE

PROPOSED 3 LF WATER

(TYP. OF 2)

(TYP. OF 2)

RELOCATE WATER METER

SERVICE LINE

PROPOSED 3 LF WATER

SHEET UC-3F (TYP.)

SEE DETAIL 1515.01 ON

SHEET UC-3F (TYP.)

SEE DETAIL 1515.01 ON

6" UTILITY PIPE

ABANDON 342 LF

6" WATER LINE

PROPOSED 328 LF

PROPOSED 70 LF WATER SERVICE LINE

SHEET UC-3G

SEE DETAIL 1515.02 ON

PROPOSED 6" VALVE

-WLA- STA. 3+22.19

-WLA- STA. 3+13.80

PROPOSED 6"X6" TEE

PROPOSED 83 LF WATER SERVICE LINE

(TYP. OF 2)

WATER PIPE FITTINGS

2,377 LB DUCTILE IRON 

-WL1- STA. 0+13.68

-WLA- STA. 1+55.09

-WLA- STA. 0+24.22

ï»¿PROPOSED 6" 45î€€

RELOCATE FIRE HYDRANT

PROPOSED 6" VALVE

-WL2-  STA. 0+9.33

HYDRANT LEG

PROPOSED 10 LF FIRE 

PROPOSED 6" INSERTION VALVE

PROPOSED 6" INSERTION VALVE
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PROPOSED 6" VALVE
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PROPOSED 6"X6" TEE

SEE NOTE 2 THIS SHEET

SEE NOTE 2 THIS SHEET

PROPOSED 12" VALVE

SEE NOTE 2 THIS SHEET

SEE NOTE 1 THIS SHEET
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PROPOSED 6"x6" WYE

SEE NOTE 1 THIS SHEET
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SEE NOTE 1 THIS SHEET
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SEE NOTE 1 THIS SHEET
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PROFILE SHEETWATERLINE

PROFILE REFERENCE TABLE
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