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NAD 83

RELOCATE WATER METER

6" UTILITY PIPE

ABANDON 1,400 LF

RELOCATE WATER METER

RELOCATE WATER METER

RELOCATE WATER METER

WATER LINE

PROPOSED 290 LF 

PROPOSED 6" VALVE

PROPOSED 224 LF 6" WATER LINE

6" WATER LINE

PROPOSED 398 LF 

PROPOSED 103 LF 6" WATER LINE

PROPOSED 1,426 LF 6" WATER LINE

PROPOSED 6"x6" TEE

RELOCATE WATER METER

ABANDON 69 LF 6" UTILITY PIPE

PROPOSED 30 LF 6" WATER LINE

PROPOSED 6"x6" TEE

ABANDON 272 LF 6" UTILITY PIPE

6" WATER LINE

PROPOSED 720 LF 

METER

WATER 

RELOCATE

PROPOSED 370 LF 6" WATER LINE

ABANDON 303 LF 6" UTILITY PIPE

TYP. OF 2

TYP. OF 2

WATER SERVICE LINE

PROPOSED 24 LF 

RELOCATE WATER METER

PROPOSED 3 LF WATER SERVICE LINE

WATER LINE

-WL4- STA. 1+86.13

 BEND°PROPOSED 6" 45

-WL4- STA. 1+77.85

 BEND°PROPOSED 6" 45

-WL4- STA. 2+32.18

 BEND°PROPOSED 6" 45

-WL4- STA. 2+26.17

 BEND°PROPOSED 6" 45

-WL4- STA. 3+78.72

 BEND°PROPOSED 6" 11.25

SHEET UC-1A (TYP.)

SEE DETAIL 1515.01 ON

-WL4- STA. 3+94.38

 BEND°PROPOSED 6" 11.25

-WL4- STA. 4+45.43

 BEND°PROPOSED 6" 45

-WL4- STA. 4+50.73

 BEND°PROPOSED 6" 45

PROPOSED 6" VALVE

-WL4- STA. 7+54.45

(TYP. OF 2)

PROPOSED 6"x6" TEE

RELOCATE WATER METER

PROPOSED 6" VALVE

PROPOSED 6"x6" TEE

ABANDON 137 LF 6" UTILITY PIPE

-WL3- STA. 9+27.91

PROPOSED 6" VALVE

-WL3- STA. 0+07.23

FIRE HYDRANT LEG

PROPOSED 18 LF 

RECONNECT FIRE HYDRANT

-WL3- STA. 8+42.75

 BEND°PROPOSED 6" 45

-WL3- STA. 8+65.82

 BEND°PROPOSED 6" 45

PROPOSED 6" VALVE

-WL3- STA. 12+07.19

PROPOSED 6"X6" TEE

PROPOSED 6" VALVE

-WL3- STA. 12+81.35

PROPOSED 6" VALVE

-WLG2- STA. 0+08.66

-WLF- STA. 0+83.31

 BEND°PROPOSED 6" 45

-WL3- STA. 12+92.83

 BEND°PROPOSED 6" 45

-WL3- STA. 13+06.26

 BEND°PROPOSED 6" 45

-WL3- STA. 11+91.34

 BEND°PROPOSED 6" 45

-WL3- STA. 12+01.84

 BEND°PROPOSED 6" 45-WL3- STA. 9+33.61

 BEND°PROPOSED 6" 45

-WL3- STA. 9+42.98

 BEND°PROPOSED 6" 45

-WL3- STA. 13+69.61

 BEND°PROPOSED 6" 11.25

-WL3- STA. 16+92.40

 BEND°PROPOSED 6" 45

-WL3- STA. 16+06.66

 BEND°PROPOSED 6" 45

PROPOSED 6" VALVE

-WL3- STA. 16+16.13

-WLH3- STA. 0+24.01

 BEND°PROPOSED 6" 45

-WL3- STA. 16+85.04

 BEND°PROPOSED 6" 45

-WL3- STA. 16+74.10

 BEND°PROPOSED 6" 45

-WL3- STA. 16+72.36

-WLH4- STA. 0+23.33

 BEND°PROPOSED 6" 45

ABANDON 66 LF 6" UTILITY PIPE

PROPOSED 30 LF 6" WATER LINE

PROPOSED 6" VALVE

-WL3- STA. 16+39.08

PROPOSED 63 LF WATER SERVICE LINE

PROPOSED 6" VALVE

-WLG1- STA. 2+76.75

PROPOSED 6" VALVE

-WLG1- STA. 3+62.22

-WLG2- STA. 2+01.53

 BEND°PROPOSED 6" 45

PROPOSED 6" VALVE

-WL5- STA. 0+07.46

PROPOSED 6" VALVE

PROPOSED 15 LF FIRE HYDRANT LEG

PROPOSED 45 LF WATER SERVICE LINE

-WL5- STA. 3+90.00

PROPOSED 6" VALVE

ABANDON 295 LF 6" UTILITY PIPE

ABANDON 214 LF 6" UTILITY PIPE

-WL6- STA. 0+07.88

-WL6- STA. 0+92.06

 BEND°PROPOSED 6" 45

-WL6- STA. 1+05.51

 BEND°PROPOSED 6" 45

PROPOSED 6"x6" TEE (TYP. OF 2)

PROPOSED 6" VALVE

-WLH3- STA. 0+29.93

PROPOSED 6" VALVE

-WLH4- STA. 0+28.47

PROPOSED 56 LF WATER SERVICE LINE

PROPOSED 354 LF 6" WATER LINE

RELOCATE FIRE HYDRANT

PROPOSED 12 LF WATER SERVICE LINE

RELOCATE WATER METER

-WLH1- STA. 0+19.40

 BEND°PROPOSED 6" 45

-WLH1- STA. 0+38.71

PROPOSED 6"x6" WYE

-WLH1- STA. 1+40.62

 BEND°PROPOSED 6" 45

-WLH1- STA. 1+61.40

 BEND°PROPOSED 6" 45

PROPOSED 6" VALVE

PROPOSED 6" VALVE

-WLH1- STA. 2+62.41

-WLH1- STA. 1+82.69
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WATER SERVICE LINE

PROPOSED 4 LF 

WATER SERVICE LINE

PROPOSED 4 LF 

PROPOSED 6" INSERTION VALVE

WATER SERVICE LINE

PROPOSED 4 LF 

PROPOSED 6" INSERTION VALVE

WATER SERVICE LINE

PROPOSED 56 LF 

PROPOSED 6" INSERTION VALVE

PROPOSED 6" INSERTION VALVE

PROPOSED 6" INSERTION VALVE

PROPOSED 6" INSERTION VALVE

PROPOSED 6" INSERTION VALVE

WATER PIPE FITTING

8,445 LB DUCTILE IRON 

SEE NOTE 1 THIS SHEET

-WLG1- STA. 0+00

PROPOSED 6"X6" WYE

PROPOSED 6" VALVE

SEE NOTE 3 THIS SHEET

PROPOSED 6" VALVE

SEE NOTE 3 THIS SHEET

SEE NOTE 1 THIS SHEET

-WLF- STA. 0+95.81

PROPOSED 6"X6" WYE

SEE NOTE 1 THIS SHEET

-WLG2- STA. 2+17.20

PROPOSED 6"X6" WYE

PROPOSED 6" VALVE

SEE NOTE 3 THIS SHEET

PROPOSED 6" VALVE

SEE NOTE 1 THIS SHEET

-WLH2- STA. 0+00

PROPOSED 6"X6" WYE

SEE NOTE 1 THIS SHEET

-WLH1- STA. 0+00

PROPOSED 6"X6" WYE

PROPOSED 6" VALVE

SEE NOTE 3 THIS SHEET

SEE NOTE 3 THIS SHEET

SEE NOTE 1 THIS SHEET

-WLH3- STA. 0+29.28

PROPOSED 6"X6" WYE

SEE NOTE 1 THIS SHEET

-WLH4- STA. 0+29.09

PROPOSED 6"X6" WYE

PROPOSED 6" VALVE

PROPOSED 6" VALVE

SEE NOTE 3 THIS SHEET

SEE NOTE 3 THIS SHEET

PROFILE REFERENCE TABLE

WLH1 THRU WLH4
WLG1, WLG2
WLF
WL6
WL5
WL4
WL3

WATERLINE

UC-21
UC-21
UC-20
UC-16
UC-15
UC-15
UC-13 THRU UC-14

PROFILE SHEET

-WLF- STA. 0+95.08

PROPOSED 6" VALVE

PROPOSED 6" VALVE

-WLG1- STA. 0+08.60

PROPOSED 6" VALVE

-WLG2- STA. 2+17.75

PROPOSED 6" VALVE

-WLH1- STA. 0+07.50

PROPOSED 6" VALVE

-WLH2- STA. 0+05.90

    FOR THE PROPOSED PIPE INSTALLATION.

4. EXISTING PIPE TO BE ABANDONED SHALL BE REMOVED AS NECESSARY BY CONTRACTOR

3. FOLLOWING CONSTRUCTION OF THE PROPOSED WATER LINE, ABANDON VALVE IN PLACE.

2. PROPOSED WATER METER BOX FOR FUTURE METER BY CITY OF WHITEVILLE.

1. SEE SHEET UC-3A FOR CONNECTION TO EXISTING AC WATER LINE DETAIL.

: NOTES

SEE NOTE 4 THIS SHEET

SEE NOTE 4 THIS SHEET

PROPOSED METER BOX

SEE NOTE 2 THIS SHEET

-WLG1- STA. 2+29.64

 BEND°PROPOSED  6" 45

-WLG1- STA. 2+41.12

 BEND°PROPOSED 6" 45

-WLG1- STA. 0+38.62

 BEND°PROPOSED  6" 45

(TYP. OF 2)

PROPOSED 6"x6" TEE

PROPOSED 6"X6" TEE

PROPOSED 6 LF WATER SERVICE LINE

PROPOSED 6" VALVE

RELOCATE WATER METER

PROPOSED 6" VALVE

PROPOSED METER BOX

SEE NOTE 2 THIS SHEET

FOR FUTURE IRRIGATION

WATER SERVICE LINE

PROPOSED 10 LF 2"
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