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PROPOSED 12" VALVE

PROPOSED 6"x12" TEE

WATER SERVICE LINE

PROPOSED 221 LF

RECONNECT WATER METER

PROPOSED 192 LF 12" WATER LINE

WATER LINE

PROPOSED 394 LF 12" WATER LINE

PROPOSED 27 LF 6" WATER LINE

PROPOSED 12" VALVE

-WLM-  STA. 0+07.47

-WLM-  STA. 0+89.51

 BEND°PROPOSED 12" 45

-WLM-  STA. 1+27.97

 BEND°PROPOSED 12" 22.5

ABANDON 323 LF 12" UTILITY PIPE

-WLM-  STA. 1+80.27

 BEND°PROPOSED 12" 45

ABANDON 12" 431 LF UTILITY PIPE

-WLN-  STA. 0+20.45

 BEND°PROPOSED 6" 45

PROPOSED 8" VALVE
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PROPOSED 6" INSERTION VALVE

PROPOSED 12" INSERTION VALVE

050 5025 100

PLANS

NAD 83

SEE NOTE 1 THIS SHEET

-WLM- STA. 0+00

PROPOSED 6"X6" WYE

PROPOSED 6" VALVE

SEE NOTE 2 THIS SHEET

SEE NOTE 1 THIS SHEET

-WLM- STA. 1+86.07

PROPOSED 12"X12" WYE

PROPOSED 12" VALVE

SEE NOTE 2 THIS SHEET

12"x12" TEE

PROPOSED 

REDUCER

PROPOSED 8"X12" 

-WL9-  STA. 14+15.86

 BEND°PROPOSED 8" 45

-WL9-  STA. 14+04.10

-WL9-  STA. 12+97.34

PROPOSED 6" VALVE

-WLM-  STA. 0+06.47

PROPOSED 12" VALVE

-WLM-  STA. 1+85.91

ABANDON 12 LF 6" UTILITY PIPE

SEE NOTE 3 THIS SHEET

PROPOSED 518 LF 8" WATER LINE

-WL9-  STA. 14+32.70

 BEND°PROPOSED 8" 45

ABANDON 498 LF 8" UTILITY PIPE

RECONNECT WATER METER

RECONNECT WATER METER

SERVICE LINE

PROPOSED 42 LF WATER 

SERVICE LINE

PROPOSED 45 LF WATER 

-WL9-  STA. 16+70.96

 BEND°PROPOSED 8" 45

-WL9-  STA. 16+97.51

 BEND°PROPOSED 8" 45

HYDRANT

RECONNECT FIRE 

HYDRANT

RECONNECT FIRE 

FIRE HYDRANT LEG

PROPOSED 44 LF 

FIRE HYDRANT LEG

PROPOSED 20 LF 

RECONNECT WATER METER

SERVICE LINE

PROPOSED 18 LF WATER 

WATER SERVICE LINE

PROPOSED 118 LF

PROPOSED 8" X 6" TEE

PROPOSED 6" VALVE

BEND° PROPOSED 6" 90

PROPOSED 6"X8" REDUCER

ABANDON 948 LF 12" UTILITY PIPE

PROPOSED 8" VALVE

PROPOSED METER BOX

SEE NOTE 5

FOR FUTURE IRRIGATION

WATER SERVICE LINE

PROPOSED 26 LF

PROPOSED RECONNECT METER

PROPOSED METER BOX

SEE NOTE 5

FOR FUTURE IRRIGATION

WATER SERVICE LINE

PROPOSED 15 LF 2"

5. PROPOSED WATER METER BOX FOR FUTURE METER BY OTHERS.

    FORCE MAIN PIPING.

    10 FEET LATERALLY FROM PROPOSED OR EXISTING (NOT TO BE ABANDONED) SANITARY

4. CONTRACTOR SHALL ENSURE THAT THE PROPOSED WATER MAIN IS INSTALLED AT LEAST 

    FOR THE PROPOSED PIPE INSTALLATION.

3. EXISTING PIPE TO BE ABANDONED SHALL BE REMOVED AS NECESSARY BY CONTRACTOR

2. FOLLOWING CONSTRUCTION OF THE PROPOSED WATER LINE, ABANDON VALVE IN PLACE.

1. SEE SHEET UC-3A FOR CONNECTION TO EXISTING AC WATER LINE DETAIL.

:NOTES

WATER PIPE FITTING

3,841 LB DUCTILE IRON 

REM
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