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PROPOSED 4' DIA UTILITY MANHOLE
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PROPOSED 4' DIA UTILITY MANHOLE

PROPOSED 4' DIA UTILITY MANHOLE

GRAVITY SEWER

PROPOSED 92 LF 8" SANITARY

SANITARY GRAVITY SEWER

PROPOSED 378 LF 12" 

SANITARY GRAVITY SEWER

PROPOSED 348 LF 12" 

SANITARY GRAVITY SEWER

PROPOSED 130 LF 8" 

6" FORCE MAIN SEWER

PROPOSED 808 LF 

8" UTILITY PIPE

ABANDON 336 LF

ABANDON UTILITY MANHOLE

ABANDON UTILITY MANHOLE

ABANDON UTILITY MANHOLE

ABANDON 294 LF 12" UTILITY PIPE

ABANDON UTILITY MANHOLE

ABANDON UTILITY MANHOLE

ABANDON 32 LF 12" UTILITY PIPE

ABANDON 38 LF 12" UTILITY PIPE

UC-28

SANITARY GRAVITY SEWER

PROPOSED 14 LF 8" 

SANITARY GRAVITY SEWER

PROPOSED 85 LF 8" 

SANITARY SEWER

PROPOSED 4' DIA UTILITY MANHOLE

6" UTILITY PIPE

ABANDON 881 LF 

SEE PROFILE SL-K

SEE PROFILE SL-K

SEE PROFILE SL-K

SEE PROFILE SL-M

SEE PROFILE SL-M

SEE PROFILE SL-N

SEE PROFILE SL-O

ABANDON 362 LF 12" UTILITY PIPE

PROPOSED 4' DIA UTILITY MANHOLE

ABANDON 50 LF 8" UTILITY PIPE

ABANDON 214 LF 8" UTILITY PIPE

PROPOSED 4' DIA UTILITY MANHOLE

ABANDON 95 LF 8" UTILITY PIPE

(TYP. OF 2)

 BEND°PROPOSED 6" 22.5

 BEND°PROPOSED 6" 45

(TYP. OF 2)

 BEND°PROPOSED 6" 45

SEE PROFILE SL-O

RESTRAINED JOINT ELBOW

 °WITH A HYMAX 2, OR EQUAL, 45

CONNECT TO EXISTING 6" FORCE MAIN SEWER 

(TYP. OF 2)

 BEND°PROPOSED 6" 45

MATCHLINE -Y28- STA. 17+00 SEE SHEET UC-30

SANITARY GRAVITY SEWER

PROPOSED 185 LF 8" 

-SL-K- STA. 15+01

UTILITY MANHOLE K7

15.34' LT. OF -L- 225+33.84

-SL-K- STA. 18+53

UTILITY MANHOLE K8

22.04' LT. OF -L- 228+85.67

WITH EXISTING SEWER LINE

INSTALL DOGHOUSE MANHOLE TO CONNECT 

-SL-K- STA. 19+42

UTILITY MANHOLE K9

64.24' LT. OF -L- 229+64.25

CONNECT WITH EXISTING SEWER LINE

INSTALL DOGHOUSE MANHOLE TO 

-SL-N- STA. 0+00

UTILITY MANHOLE N1

2.07' RT. OF -L- 13+80.64

CONNECT WITH EXISTING SEWER LINE

INSTALL DOGHOUSE MANHOLE TO 

-SL-M- STA. 1+14

UTILITY MANHOLE M2

19.96' LT. OF -Y27- 10+95.13

-SL-M- STA. 0+96

UTILITY MANHOLE M1

9.74' LT. OF -Y27- 10+80.55

SEWER CLEAN-OUTS

PROPOSED 13 SANITARY

2. FOR PROFILES SL-K, SL-M, AND SL-N, SEE SHEETS UC-36, UC-37, AND UC-38.

    THE EXISTING SEWER SERVICE LINE. 

    SERVICE LINES, AND CONNECT THE PROPOSED CLEANOUT TO

1. CONTRACTOR SHALL FIELD LOCATE THE EXISTING SEWER 

:NOTE

SEWER SERVICE LINE

PROPOSED 523 LF

SEWER SERVICE LINE

PROPOSED 138 LF 6"

(SEE NOTE 1)

SERVICE LINE (TYP.)

PROPOSED SEWER 

(SEE NOTE 1)

SEWER CLEAN-OUT (TYP.)

PROPOSED SANITARY

WALL 4' DIA

PROPOSED 1.0 LF UTILITY MANHOLE

WALL 4' DIA

PROPOSED 0.9 LF UTILITY MANHOLE

WALL 4' DIA

PROPOSED 1.9 LF UTILITY MANHOLE

WALL 4' DIA

PROPOSED 0.1 LF UTILITY MANHOLE

(SEE ROADWAY PLANS, SHEET 2C-3

PROPOSED CONFLICT MANHOLE

(SEE ROADWAY PLANS, SHEET 2C-3

PROPOSED CONFLICT MANHOLE

(SEE ROADWAY PLANS, SHEET 2C-3

PROPOSED CONFLICT MANHOLE

(SEE ROADWAY PLANS, SHEET 2C-3

PROPOSED CONFLICT MANHOLE

(TYP. OF 2)

 BEND°PROPOSED 6" 45

SEWER PIPE FITTINGS
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