
INV. = 77.12'
PROP. 15" RCP

INV. = 78.67'
PROP. 15" RCP

PROP. 6" GATE VALVE

PROP. 6" GATE VALVE

CONNECTION TO -WL-H1-

PROP. 6"X6" WYE

(TYP. OF 4)

 VERTICAL BEND°PROP. 6" 45

EXISTING GRADE (TYP.)

3' MIN.

(TYP.)
12" MIN.

3' MIN.

PROP. 6" WATER LINE

CONNECTION TO WL-3

PROP. 6" X 6" TEE 

CONNECTION TO WL-3

PROP. 6" X 6" TEE 

3' MIN.
3' MIN.

EXISTING GRADE (TYP.)

PROP. GRADE PROP. GRADE

(TYP. OF 2)

 VERTICAL BEND°PROP. 6" 45

(TYP. OF 2)

 VERTICAL BEND°PROP. 6" 45

(TYP. OF 2)

 VERTICAL BEND°PROP. 6" 45

(TYP. OF 2)

 VERTICAL BEND°PROP. 6" 45

(TYP. OF 2)

 VERTICAL BEND°PROP. 6" 45

(TYP. OF 2)

 VERTICAL BEND°PROP. 6" 45

CONNECTION TO WL-3

PROP. 6" X 6" TEE 

INV. = 69.58'
PROP. 15" RCP

INV. = 69.42'
PROP. 24" RCP

PROP. 6" X 6" TEE CONNECTION TO WL-4

PROP. 6" X 6" TEE CONNECTION TO WL-5

(TYP.)
3' MIN.

(TYP.)
12" MIN.

INV. = 70.94'
PROP. 15" RCP

CONNECTION TO WL-3

PROP. 6" X 6" TEE 

EXISTING GRADE (TYP.)

3' MIN.

CONNECTION TO WL-3

PROP. 6" X 6" TEE 

(TYP. OF 2)

 VERTICAL BEND°PROP. 6" 45

CONNECT TO WL-H2
PROP. 6" x 6" WYE

CONNECTION TO WL-5

PROP. 6" X 6" TEE 

CONNECTION TO WL-6

PROP. 6" X 6" TEE 

(TYP. OF 3)

PROP. 6" GATE VALVE

PROP. 6" INSERTION VALVE

SEE DETAIL ON SHEET UC-3A

TIE TO EXISTING 6" WATER LINE

PROP. 6" GATE VALVE

SEE DETAIL ON SHEET UC-3A

TIE TO EXISTING 6" WATER LINE

PROP. 6" INSERTION VALVE

PROP. 6" INSERTION VALVE

PROP. 6" INSERTION VALVE

SHEET UC-3A

SEE DETAIL ON 

6" WATER LINE

TIE TO EXISTING 

PROP. 6" GATE VALVE

PROP. 6" INSERTION VALVE
PROP. 6" INSERTION VALVE

PROP. 6" GATE VALVE

SEE DETAIL ON SHEET UC-3A

TIE TO EXISTING 6" WATER LINE

 HORIZONTAL BEND°PROP. 6" 45

 VERTICAL BEND°PROP. 6" 11.25

VERTICAL BEND

 °PROP. 6" 11.25

 HORIZONTAL BEND°PROP. 6" 45

PROP. 6" GATE VALVE

(TYP.)
18" MIN.

INV. = 71.26'
PROP. 8" SS

EX. INV. = 74.80'
EX. 8" SS TO BE ABANDONED

SEE DETAIL ON SHEET UC-3A

TIE TO EXISTING 6" WATERLINE

PROP. 6" GATE VALVE

SEE DETAIL ON SHEET UC-3A

TIE TO EXISTING 6" WATERLINE

PROP. 6" WATERLINE

PROP. 6" GATE VALVE

TO BE ABANDONED

EX. 6" WATERLINE

TO BE REMOVED AT CONFLICT

EX. 6" WATERLINE

EX. INV. = 78.02'

EX. 8" SS TO BE REMOVED AT CONFLICT
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-WL-H2--WL-H1- -WL-H3- -WL-H4-

0+00 1+00 2+00 3+00 0+00 1+00 0+00 1+00 0+00 1+00

FOR PLAN VIEW, SEE SHEET UC-6

FOR PLAN VIEW, SEE SHEET UC-6

-WL-G1- -WL-G2-

FOR PLAN VIEW, SEE SHEET UC-6

FOR PLAN VIEW, SEE SHEET UC-6FOR PLAN VIEW, SEE SHEET UC-6FOR PLAN VIEW, SEE SHEET UC-6

UC-21

3+00

UTILITY CONSTRUCTION

UNLESS ALL SIGNATURES COMPLETED
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