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FOR -S13-L- PROFILE, SEE SHEET UC-90
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-S13-L- PWM

WATER METER RECONNECT 

RECONNECT WATER METER 

REMOVE WATER METER

PROP. FIRE HYDRANT

PROP. WATER METER

PWM

SERVICE LINE 14 LF OF WATER 

6" DI 45° BEND

6" DI TEE

6" DI 45° BEND

BEND (2)

8" DI 45° 

BEND (2)

8" DI 45° 

8" DI 45° BEND (2)

REMOVE WATER METER

SERVICE LINE 

131 LF OF WATER 

SERVICE LINE 

7 LF OF WATER 

PROP. WATER METER

RECONNECT WATER METER

RWM RWM RWM

BEND

6" DI 45° 

SERVICE LINE 

9 LF OF WATER 

SERVICE LINE

18 LF OF WATER 

METER (3)

RELOCATE WATER 

P
F

H

SERVICE 

RECONNECT WATER 

GV

29 LF OF WATER SERVICE LINE 

PROP. 6" GATE VALVE 

6" DI 45° BEND (2)

G
V

GV

GATE VALVE

PROP. 6" 

WATER LINE

6" UTILITY PIPE

ABANDON 236 LF OF 

WATER LINE

REMOVE HYDRANT

PVC PIPE DR18

6" WATER LINE

PROP. 213 LF OF 

PVC PIPE DR18

WATER LINE 6" 

PROP. 754 LF OF 

WATER LINE

UTILITY PIPE6" 

ABANDON 731 LF OF 

PVC PIPE DR18

FORCE MAIN SEWER

PROP. 376 LF OF 8"

8" UTILITY PIPE 

ABANDON 148 LF OF 

SEWER LINE

MANHOLE

FORCE MAIN INTO 

RECONNECT GO GAS

ROTATED DOWNWARD

6" DI 45° BEND

ROTATED DOWNWARD

6" DI 45° BEND

6" WATER LINE USING

TIE TO EXISTING

6" GATE VALVE

HYDRANT LEG WITH

PROP. 21 LF OF FIRE 

HYDRANT LEG 

WITH PROP. 8 LF OF

RECONNECT HYDRANT

2" FORCE MAIN SEWER

WITH PROP. 24 LF OF 

RELOCATE FORCE MAIN

2" FORCE MAIN SEWER

WITH PROP. 23 LF OF 

RELOCATE FORCE MAIN

2" FORCE MAIN SEWER

WITH PROP. 22 LF OF 

RELOCATE FORCE MAIN

STA. 37+79.48-Y22, RT

#1 STA. 10+00.00 -S14-Y22-

PROP 4' DIA. UTILITY MANHOLE

AS A PART OF R/W SETTLEMENT

RELOCATE GRINDER PUMP

PARCEL 127 PROPERTY OWNER TO 

PROP. 6" GATE VALVE

ABANDON 100 LF OF 6" UTILITY PIPE
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