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401 Harrison Oaks Blvd., Suite 220   Cary, NC 27513

License No. C-2639

SU-22

ATTACHMENT DETAILS
12" WATER LINE BRIDGE

PROPOSED BRIDGE

STAY-IN-PLACE FORM

OR LOW SURFACE OF FORM.

TO AVOID LOCATING INSERTS ON SLOPING

EXACT SPACING MAY VARY IN ORDER 

STAY-IN-PLACE FORMS
DETAIL OF INSERT LOCATIONS WITH 

STAY-IN-PLACE FORMS.

THE HIGH PART OF THE 

INSERTS MUST BE LOCATED IN 

NOTE:

PIPE
12" DI RJ WATER

1'-0"
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CROSSHATCH AREA
COMPOUND IN
PLASTIC CAULKING
MASTIC OR

FILL FACE

END BENT

0.375" THICK
18" STEEL SLEEVE

 PIPE AND CASING SEAL SECTION 

CASING LINKSEAL

12" WL

FOR 12" WATER MAIN

APPROVED 7/8" CONCRETE INSERT

CONCRETE INSERTS

8'-0" MAX. SPACING FOR 
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