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DOCUMENT NOT CONSIDERED FINAL
UNLESS ALL SIGNATURES COMPLETED

HINDE SU-23

ATTACHMENT DETAILS
12" WATER LINE BRIDGE

PROPOSED BRIDGE

1/8"

NO. ITEMUNITS

1

BILL OF MATERIAL FOR 12" WATER MAIN

73 EA

MODULAR TYPE CASING SEAL

576 LF

32 EA

MASTIC OR PLASTIC CAULKING COMPOUND

(D.I.R.J.) WATER PIPE, PRESSURE CLASS 350
12" DUCTILE IRON RESTRAINED JOINT

LATERAL PIPE BRACE ASSEMBLY (GALVANIZED)

7/8" GALVANIZED CONCRETE INSERTS9

10

THICKNESS, (END BENTS)
18" STEEL PIPE SLEEVE, 0.375" WALL

THICKNESS, (CONTINUOUS BENT DIAPHRAGM)
18" STEEL PIPE SLEEVE, 0.375" WALL

2

3

4

5

6

7

8

74 EA

12" WATER LINE ATTACHMENT TO THE PROPOSED BRIDGE
AND ARE TO BE FURNISHED BY THE CONTRACTOR FOR THE
THESE MATERIALS ARE ESTIMATED QUANTITIES ONLY 

END PLUG FOR 12" DI WATER LINE
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JUTE

2 EA

PIPE HANGER ASSEMBLY (GALVANIZED)

C

VARIES

STAY-IN-PLACE FORMS

LATERAL BRACE END DETAIL

4"

16"

4"

L GDR. #3 L GDR. #4

U-BOLT PLASTIC COATED

L GDR. #3

SHALL BE HOT DIPPED GALVANIZED

ALL BOLTS, NUTS AND WASHERS

 

HOT DIPPED GALVANIZED

AND U-BOLT SHALL BE 

ALL LATERAL BRACING

3/16"

3" X 3"  X  1/4"

U-BOLTS

1/16" LARGER THAN

IRON TO BE DRILLED

HOLES IN ANGLE

IRON

THE PIPE AND THE ANGLE 

PAD BETWEEN THE TOP OF 

(3" X 4" X 1/4")PVC 

(TYPICAL EACH END)

 1/4" PVC PAD

WASHERS @ EACH END

DBL. NUT, FLAT & LOCK 

1" DIA. U-BOLT WITH 

& LOCK WASHER

WITH NUT, FLAT WASHER 

1" x 2 1/2" BOLT 

NOT FORCE OR JACK.

SNUG AGAINST BEAM WEB. DO 

BRACE SHALL BE PLACED 

 

JOINTS.

OF ALL WATER MAIN

REQUIRED 1.0' BACK

LATERIAL BRACING IS 

NOTE: 

JOINT WATER MAIN

L 12" D.I. RESTRAINED 

IN ANGLES

SLOTTED HOLES

1-1/16"  X  1-1/2"

SEE LATERIAL BRACE END DETAIL

(TYPICAL EACH END) WELDED

STEEL PLATE

TO FIT FILLET

GRIND BACK OF ANGLE 

C

TYP.

4"

C
STEEL PLATE

C

LATERAL BRACE ASSEMBLY FOR 12" WATER MAIN

ALL AROUND

EDGE DISTANCE

ANGLES WITH 1/2" 

WELD STEEL PLATE TO 

(TYPICAL EACH END)
 1/4" PVC PAD

3"

3"

9"

(TYP. EACH END)
9" X 4" X 1/4"

STEEL PLATE

BEFORE FABRICATING THE

THE 3" WIDTH WILL FIT

VERIFY IN THE FIELD THAT 

3"
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