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PROJECT REFERENCE NO. SHEET NO.
N 9QHINDE C-5621 UC-4
S 6" 11.25° DI RJ BEND MATCH ENGINEERING DESIGNED 8Y: JKC
S : TO SHEE RELOCATE FIRE HYDRANT =NGII : SSXW CARG,
% RECONNECT WATER METER - ~Y2- STA T Uc- 6" VALVE o B JNA Dm@g‘;@m%%
&2 94 LF OF SERVICE LINE 7 LF OF FIRE HYDRANT LEG CHECKED BY:  JKG Ot £en G
‘2 / 8" X 8" X 6" TEE DOCUMENT NOT CONSIDERED FINAL APPROVED BY: GCLS (4 040,2\;0 evend
> RECONNECT WATER METER \ s UNLESS ALL SIGNATURES COMPLETED REVISED: L !;'DS:. DTTTERAE
o 95 LF OF SERVICE LINE TER | Wa. 423 LF OF 8" WATER LINE é813233 NGRTH CAROL TN 5’3}%1“&2{5@
< ABANDON 418 LF OF — {3 —E 6" LINE STOP WITH BYPASS THE 4-INCH FORCE MAIN SEWER T e e
z 8" UTILITY PIPE o — \ ° ON BURTON LANE IS ABANDONED PHONE: (919)707-6690 | UTILITY CONSTRUCTION
990 an. OO ZLELCE?N(E)ETWVAV?EFE{RSEFE{\T/EEE LINE PER OWNER RECORD DRAWINGS. Xt 3100250 40 A
340 LF OF 6" tq, 15+79.40
FORCE MAIN SEWER S1 B URRT: . CONCRETE UTILITY CONSTRUCTION
e S O s - ) e
50 LF OF SEWER SERVICE LINE SR . e 4 A\ / . RECONNECT WATER METER
ARANDIN 289 EE 0P TN z 5 & L erron of,J, LLQ_LF OF WATER SERVICE LINE A . /=6" DI RJ SLEEVE """ |4 LF OF WATER SERVIGE LINE
CEXACT LOGATIONS NOT KNOWN J' ' \} FIRE HYDRANT 8" X 8’ Jo SI 33 BEND
) 6" 11.25° DI RJ BEND =L 2__g =~ B 6" VALVE X 6" TEE S (R 237 LF OF
DI TO PVC TRANSITION - o | 043 | 5 LF OF FIRE HYDRANT LEG o \lo Y5 Vi 6" WATER LINE
&y % rraTio i fe —_—— HinS </ DI RJ BEND
. 104 LF OF 6" ! Sa c 2 - 8 45" DI RJ BENDS NS 7] - (DI RJ, PC 350)
= FORCE MAIN SEWER <) | 16" VALVE | | S 6" 11.25°DI RJ BEND
(PVC, €900 DR 18) | % g i o 16" 45° DI RJ BEND ) @’%ﬁ g S (e 6" 11.25° DI RJ BEND
RECONNECT WATER METER |5 N el 5/ Sl | . 16" 45° DI RJ BEND . J B A ror A4 1o/, —16" VALVE
N\ - ; “ AT ’ " " "
78 LF OF WATER SERVICE LINE| ™\ N\gre *]@f I s . RELOCATE WATER METER e N A ~ 16" X 16" X 16" DI RJ TEE
o \ 8%y 3 - N n ! R "
Srom prOJECT 5620 [131 LF OF 24" ENCASEMENT PIPE A\ DN ;/ 9 LF OF WATER SERVICE LIMEl/yrdidl J»f S 16" VALVE
—[— STAJI+30.00 (STEEL, 0.250", BY OPEN CUT) N\ A 2 RECONNECT WATER METER — 4% S TN % - 2; PTL RELOCATE WATER METER
| | . w e /.// /]| |44 LF OF WATER SERVICE LINE e A . 2 LE OF SERVICE LINE
RELOCATE WATER METER RN AN S ABANDON 222 LF OF ./ Jil 78] st 2 ToN oo 4t o/
Rl <Xl il /5 B el we-sod b | I LSS o RELOCATE WATER METER
T To%gﬁ.éiﬁé“ 50 LF OF WATER SERVICE LINE[/ "\ N N\ N&i| ﬂ/f : 6" UTILITY PIPE =X + /%/5/ 7L I/JS”SY S 4 LF OF SERVICE LINE
o =y g\ 16" 11.25° DI RJ BEND | NN\ /] | & VALVE T /é < veLan o) e e aseny 16" 45°DI RJ BEND
r @ //j RELOCATE WATER METER ,, WATEERIU / / ALV . " . 2 0 | // o o/ o 33182 PG/D3T ’ 16" X 6” REDUCER
| 56 LF OF 6" WATER LINE BN P i fof o, 67 11.25° DI RJ BEND i ,, [s] ONA RUCT 1)
s/ N OXEC i " " " Ny NS 2 RECONNECT WATER METER
£ / - . or ey 16" X 167 X 6 DI RJ TEE X it ; A LT 10+ /8
® & /) (WATER VAULT - 167 11.25 N | | 16" 11.25° DI RJ BEND XN /i 3 S ° 11 LF OF WATER SERVICE LINE
7 /) 8 X 6') DI RJ BEND NGO sy | ' s Od\
oy 16" VALVE SN N X8 | fifrees 862 LF OF 16 | 10 LF OF 6" WATER LINE
y v ane % SN AN i AN WATER LINE _ [wserr, 570 DI RJ, PC 350
e/ 16" 90° DI RJ BEND s A i ‘ /(DI RJ, PC 250): : i )
© , — . . < ~ 50 i (DL RJ, )= puE 6" 45° DI RJ BEND
WL/;/// 104 LF OF 24" ENCASEMENT PIPE ,\’\\ 0 7;74;_,//)? o G === = — PU (i . b 6" DI RJ SLEEVE
== (STEEL, 0.250", BY OPEN CUT) —— WV RO =— 6" LINE STOP WITH BYPASS
T /L%@{ = T Q428X W o 7L
113 LF OF 16" WATER LINE T o] T W1 o -
| 16" X 16" X 8" DI RJ TEE —— L — s a1 s B i W
—— (DI Rd, PC 250) < ég VAR.E 16” X 16” X 16” DI RJ TEE — 24” X 24H . ; Ls SR_55_\4"4?§AST\CAMWB£\ NE VAR BST BU HEL
CON,CWM\{\L 2 - 16" 45° DI RJ BENDS &/ 2 - 16" 45° DI RJ BEND . Wlb&ime == ~ 04500 T0g) T ”“"“J{BP‘;B;Q
Ol " 3 16" DI RJ SLEEVE —— i = Opaio 04T T DT
16" DI RJ SLEEVE A = 8504 i
T CONCRETE THgUST BLgCiING N SV CONCRETE .=~ gi0ss p—
- SO\ N\mlbe BLOCKING AN Fe— \ e R s
- ; =— \» BLOCK -S2- |SANITARY SEWER
—L= ST¥ = LS gl TIHEH X CONCRETE
N TN e ok S S b K ﬁ\d%% CONCRETE [ n e THRUST |8 UTILITY PIPE
S\WG \\//7 @/// T o2 - 16" vALES|— . AFdly | THRUST i A\ BLOCKING (DI, PC 350, REMOVE
SN\ 7 : s Aol : /' BLOCKING b N N— " 45° DI & REPLACE)
N % -W2- st \HOF N\l = (ROD_TO \\"\ RJ BEND 16" LINESTOP WITH BYPASS
, VAR ) 04 0 J -
5 . y 16" X 16" X 8" DI RJ TEE AT = R VAL”VE) SPECIAL LATHRAL BAJE DITCH 6" VALVE i CONCRETE THRUST BLOCKING
Hle & 7, : 0414/H—= | 24" DI SEE DETAIL f - "
© U ¢/ [FIRE nvDRANT ES (L 7| /48 | RJ SLEEVE | -W7 - 167 DI RJ SLEEVE
s, AN S T8 I > W /E e . .| | | JRNEL| 16" 22.5° DI RJ BEND
O 7/// 4//%} 6" VALVE s g IH 24" 11.25° —'|1 'E FORNEY, \ RECONNECT = ° @
@\f% //// 17 LF OF FIRE HYDRANT LEG oot | DI RJ BEND , { Pc 55 [ R hac=Ai ¢ e TF or 6T WATER LING
i / 16" X 16" X 6" DI RJ TEE \ ') 415 24" 45° " BESC O S P |7 LF OF WATER (DI RJ, PC 250)
/ "o . S O UCT IPN / ,
5%% 8" 45° DI RJ BEND — /iyl Sy e (/DI RJ BEND ecows @b STipI0+2]66 = SERVICE LINE 24" X 16" REDUCER
¥lo, T VAL SV syam | 247 22.5° — | dazv $=1 - | STA. 1446180 .33 24" 22.5° DI RJ BEND
g 8" VALVE A ol P DI RJ BEND ST 2 TON RIP RAP) s ) o/ ABANDON 539 LF OF 6" UTILITY PIPE
one S ‘\.] /8 D . , "
RECONNECT WATER METER S S il e FIRE HYDRANT R— 77" | o dpow — 140 LF OF 8
AR Vi Y F
24 LF OF WATER SERVICE LINE =803, 2L N 6" VALVE 4 SANITARY SEWER
i NN 7 ABANDON 140 LF OF RELOCATE WATER METER
8" 92 5° DI RJ BEND g R LEanE 8" UTILITY PIPE / 6 LF OF WATER SERVICE LINE
n ) [e] EO, 1 n 1 n
8" 22.5° DI RJ BEND i 24" X 24" X 6 (DI, ECREEEACEEMOVE 61 LF OF 16" WATER LINE
8" 45° DI RJ BEND < DI RJ TEE ) 40 LF OF 24" ENCASEMENT PIPE
8" 11.25° DI RJ BEND e L ABANDON 178 LF OF 16" VALVE
] (DI, [160 LF OF 8 3 5. AT VALVES
D /' IPC 350, | SANITARY SEWER 6" UTILITY PIPE
ABANDON 480 LF OF 8 // REMOVE & ABANDON 160 LF OF RECONNECT WATER METER (DI _RJ, PC 250)
UTILITY PIPE MM REPLAGE)|8" UTILITY PIPE o LR OF WATER SERVIGE LINE (STEEL, 0.250", BY OPEN CUT)
, 24" X 24" X 16" TEE
397 LF OF 8" WATER LINE Ry y: & S i F(>8I22‘CJ>’ e LFOF
(DI RJ, PC 350) ST /,’ ' )|24" WATER LINE 121 LF OF 6" WATER LINE
’ W5- — 05| /"/” ABANDON 521 LF OF |—" | (DI RJ, PC 350)
SPECIAL LAITERAL V DIICH SN ) "
RALY e = N 5 ?/, | 16~ UTILITY PIPE /” 6" 45°DI RJ BEND NOTE
NOTE: @ Oy | g - RELOCATE FIRE HYDRANT " oamo -
THE ESTIMATED QUANTITY OF DUCTILE IRON MATCH / |8 VALVE g ..\ & 45°DI RJBEND " |THE ESTIMATED QUANTITY OF DUCTILE IRON
SEWER PIPE FITTINGS ON THIS PLAN SHEET O SHEET U L i/ 32 LF OF FIRE HYDRANT LEG 8] A 52250 ~— 6" DI RJ SLEEVE WATER PIPE FITTINGS ON THIS PLAN SHEET
IS 325 POUNDS. THE ACTUAL QUANTITY AND C-¢ -Y7 24" X& 6" DI RJ TEE H G CONCRETE THRUST BLOCKING |IS 17,145 POUNDS. THE ACTUAL QUANTITY
TYPE OF FITTINGS WILL VARY BASED ON STA 14 +50 ﬂl : 16" LINE STOP WITH BYPASS é;‘gL;YggNg;T:{)L;INGS WILL VARY BASED ON
FIELD CONDITIONS. ' 8" DI TO CLAY TRANSITION COUPLING :
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