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FIELD CONDITIONS.

TYPE OF FITTINGS WILL VARY BASED ON

IS 825 POUNDS. THE ACTUAL QUANTITY AND

SEWER PIPE FITTINGS ON THIS PLAN SHEET

THE ESTIMATED QUANTITY OF DUCTILE IRON

FROM EXISTING WATER MAINS

PIPES AND 18" MINIMUM CLEARANCE 
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Piedmont Natural Gas Company Inc.

DIP, CL50

144 LF 8" SEWER LINE 

DIP, PC350

217 LF 8" SEWER LINE 

DIP, CL50

44 LF 8" SEWER LINE 

DIP, CL50

17 LF 8" SEWER LINE 

DIP, CL50

97 LF 8" SEWER LINE 

DIP, CL50

269 LF 8" SEWER LINE 

DIP, CL50

42 LF 8" SEWER LINE 

6" WATER LINE

PROPOSED 

CONNECT TO MH #2-3

-SL-1- STA. 10+00.00

BEGIN 8" SL-1 CONSTRUCTION

6" FORCE MAIN

PROPOSED 

8" SS @ 0.50%

15" RCP-IV 

DI DI

DI
DI

15" RCP-IV 

15" RCP-IV 

15" RCP-IV 

15" R
CP-IV 

15" RCP-IV 

15"

EST 7 SY GEOTEXTILE
EST 2 TONS
CLASS B RIP RAP

24"

18" RCP-IV 

SEE DETAIL 3
'V' DITCH
SPECIAL LATERAL 

15" RCP-IV 

15" RCP-IV 

24" RCP-IV

SEE DETAIL 1
CURB CUT DITCH
SPECIAL BACK OF 

GEOTEXTILE
EST 21 SY 
EST 8 TONS
CLASS B RIP RAP

GEOTEXTILE
EST 10 SY 
EST 3 TONS
CLASS B RIP RAP

15" RCP-IV 15" RCP-IV 
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REMOVE REMOVE
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CLASS B RIP RAP
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15"

SLOPE=2.5%
EST DDE=3 CY
SEE DETAIL 2
STANDARD 'V' DITCH

SLOPE=0.5%
EST DDE=6 CY
SEE DETAIL 4
DITCH
STANDARD BASE 
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ROBERT L. CULLER AND

DONNA C. POWELL

DB 2834 PG 2497

JERRY R. SHELTON A/W

SHIRLEY B. SHELTON
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DIP, CL50

44 LF 8" SANITARY GRAVITY SEWER

DIP, CL50

217 LF 8" SANITARY GRAVITY SEWER

DIP, CL50

144 LF 8" SANITARY GRAVITY SEWER DIP, CL50

17 LF 8" SANITARY GRAVITY SEWER

DIP, CL50

97 LF 8" SANITARY GRAVITY SEWER

DIP, CL50

42 LF 8" SANITARY GRAVITY SEWER

DIP, CL50

269 LF 8" SANITARY GRAVITY SEWER
5 LF SEWER SERVICE LINE

SEWER CLEAN OUT

11 LF SEWER SERVICE LINE

(2) SEWER CLEAN OUTS

9 LF SEWER SERVICE LINE

SEWER CLEAN OUT

88 LF SEWER SERVICE LINE

SEWER CLEAN OUT

ABANDON 1,210 LF 8" UTILITY PIPE

MANHOLE

ABANDON UTILITY

MANHOLE

REMOVE UTILITY

MANHOLE

REMOVE UTILITY

MANHOLE

REMOVE UTILITY

DETAILS

FOR UTILITY MH #2-3

SEE SHEET UC-4C
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8" SS @

8" SS @ 2.79%

8" SS @ 1.87%

8" SS @ 0.50% @ 0.50%

8" SS 

8" SS @ 0.50%

CONNECT TO MH #1-8

18+55.61-SL-1- STA.  

END 8" SL-1 CONSTRUCTION

SSCO SSCO

SSCO

SSCO

G
V

SSCO

SSCO

SL-1

SL-2

SL-1

S
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F
M
-1

CONNECT TO PROP MH #2-3

10+00.00-SL-1- STA. 

BEGIN 8" SL-1 CONSTRUCTION 

WALL 4' DIA

2.4 LF UTILITY MANHOLE

-SL-1- STA. 18+10.33

MH #1-7

4' DIA. UTILITY

WALL 4' DIA

1.2 LF UTILITY MANHOLE

-SL-1- STA. 15+89.51

MH #1-6

4' DIA. UTILITY
WALL 4' DIA

3.5 LF UTILITY MANHOLE

-SL-1- STA. 14+40.51
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2.5 LF UTILITY MANHOLE

-SL-1- STA. 14+20.51
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3.7 LF UTILITY MANHOLE

-SL-1- STA. 13+19.16

MH #1-3
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WALL 4' DIA

3.1 LF UTILITY MANHOLE

-SL-1- STA. 12+73.35

MH #1-2

4' DIA. UTILITY

18+55.61-SL-1- STA. 

EXISTING MH #1

CORE INTO 

CONNECT TO PROP MH #1-8

18+55.61-SL-1- STA. 

END 8" SL-1 CONSTRUCTION
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