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 ASSOCIATES, LLC.

L.R. PINE RIDGE

DB 2577 PG 966

AGUILERA-RUMUALDO

PEDRO 
DB 3169 PG 3123

LORI O. COE

DB 3190 PG 1148

DB 3251 PG 3258
REALTY INCOME PROPERTIES 29, LLC.
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INCLUDES SS SPACERS

0.25" MIN. WALL THICKNESS

30" STEEL ENCASEMENT PIPE 

75 LF BORE & JACK

16" THRUST BLOCK

16" PLUG

DIP, PC350

1,175 LF 16" WATER LINE 

ABANDON 1,070 LF 16" UTILITY PIPE

PROP. TOP = 999.37'

EX. TOP = 997.73'

MANHOLE STRUCTURE

RECONSTRUCT 

TOP=997.73'
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FIELD CONDITIONS.

TYPE OF FITTINGS WILL VARY BASED ON

IS 3315 POUNDS. THE ACTUAL QUANTITY AND

WATER PIPE FITTINGS ON THIS PLAN SHEET

THE ESTIMATED QUANTITY OF DUCTILE IRON

WATER LINE -WL-1- PROFILE

WATER LINE STATIONING
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W/ 16" LONG PATTERN SLEEVE

CONNECT TO EXISTING 

 60+48.93-WL-1- STA.

END 16" WL-1 CONSTRUCTION 

50+05.11-WL-1- STA. 

16" VALVE

55+35.32-WL-1- STA. 

16" VALVE

60+43.90-WL-1- STA. 

16" VALVE

51+18.30-WL-1- STA. 

7 LF FIRE HYDRANT LEG

RELOCATE FIRE HYDRANT

6" VALVE                   

16"X6"X16" TEE                  

60+41.29 -WL-1- STA.
° BEND (HORZ.)2

1
16" 22 

60+19.84 -WL-1- STA.
° BEND (HORZ.)2

1
16" 22 

57+60.73-WL-1- STA. 

16" VALVE

58+71.84-WL-1- STA. 

16" VALVE

57+71.01-WL-1- STA. 

16" 45° BEND (HORZ.)

57+80.66-WL-1- STA. 

16" 45° BEND (HORZ.)

58+62.36-WL-1- STA. 

16" 45° BEND (HORZ.)

58+55.76-WL-1- STA. 

16" 45° BEND (HORZ.)

FIRE HYDRANT

REMOVE
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DIP, PC350

1,175 LF 16" WATER LINE

TO BE ABANDONED

EXISTING WATER LINE

TO BE ABANDONED

EXISTING WATER LINE

INCLUDES SS SPACERS

0.25" MIN. WALL THICKNESS

30" STEEL ENCASEMENT PIPE

75 LF BORE & JACK 

60+48.93-WL-1- STA. 

16" LONG PATTERN SLEEVE

CONNECT TO EXISTING W/

CONSTRUCTION

END 16" WL-1

49+91.71WL-1 STA. 

CONNECT TO PROP 8" WL-9

WL-1 STA. 55+32.36

CONNECT TO PROP 12" WL-10

50+05.11WL-1  STA. 

16" VALVE

55+35.32WL-1 STA. 

16" VALVE

60+43.90WL-1  STA. 

16" VALVE

SEE PLAN VIEW FOR DIMENSIONS

SENDING PIT FOR BORE AND JACK

SEE PLAN VIEW FOR DIMENSIONS

RECEIVING PIT FOR BORE AND JACK

1
4
'1

4
'

 58+71.84-WL-1- STA. 

16" VALVE

-WL-1- STA. 57+60.73 

16" VALVE

60+12.72-WL-1- STA. 

16" 11¼° BEND (VERT.)

FROM -WL-1- STA. 56+00.00 TO STA. 60+48.93

RESTRAINTS OR FACTORY RESTRAINED PIPE

CONTRACTOR SHALL USE MECHANICAL 

EXISTING GROUND

PROPOSED GRADE

PROPOSED STORM PIPE

PROPOSED STORM PIPE

PROPOSED STORM PIPE

STORM PIPE

PROPOSED

  (TYP.)  

1' MIN.

(TYP.)

1' MIN.
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