Docusign Envelope ID: 69168A5A-B572-4C8E-BC62-736FE65EBBDD

o 5 ; = . SHEET NO.
T THE ESTIMATED QUANTITY OF DUCTILE IRON DOCUM ENT NOT ﬁ ONSIDERED FINAL T —
R WATER PIPE FITTINGS ON THIS PLAN SHEET [ ENEREE
: IS 3410 POUNDS. THE ACTUAL QUANTITY WATER LINE -WL-1I- PROFILE UNLESS ALL SIGNATURES COMPLETED)| [pesionep BY: ecv o,
2065 | AND TYPE OF FITTINGS WILL VARY BASED ORANN BY: MW | Sty 4
" o H : $ o.... Q ...'- “4
ON FIELD CONDITIONS. | 8"45° BEND (VERT.) PROPOSED 8" WATER | CHECKED BY: WP | & 48 7h% %
[T -WL-1- STA. 28+24.70 LINE -WL-4- EEEES APPROVED BY: MUP | Eeeder: SEAL “ %
- EXISTING GAS LINE 8" GATE VALVE 8" GATE VALVE | REVISED: E i U2 ek §
2060 TO BE ABANDONED [ -WL-1- STA. 31+11.77 -WL-1- STA. 34+02.61 _\ |l |9 DEPARTMENT OF s/zefsog’é WGFTN“ @75
m 8" GATE VALVE an EXISTING 15" PROPOSED GRADE \ ; TRANSPORTATION “, ,“"““\\\
“WL-1- STA. 29+19.18 STORM PIPE o OS \ T UTILITIES ENGINEERING SEC.| o oo oo o
' - " <t PHONE: (919)707-6690
| TSN, | | TosReme GRSy
2055 EXISTING WATER LINE PROPOSED 8" GRAVITY _ HH EXISTING WATER EXISTING GRAVITY e i UTILITY CONSTRUCTION
TO BE ABANDONED \ SEWER -SL-24- / / | CINE }\ \ SEWER TO REMAIN / ped P
I I _ ‘ A
EXISTING GAS LINE EXISTING GROUND = EXISTING GAS LINE P / =
/TO BE ABANDONED \ / / TO BE ABANDONED é N —T +
2050 < EXISTING 24" A ——— P
5 |7 STORM PIPE TO :7,1 8\ =
- =) I BE RETAINED 5
" <
L] = 2045
2045 I 2- 8" 45° BEND (VERT.)
7 —— | -WL-1- STA. 31+51.27
Ll 2-8"45° BEND (VERT.) iy “WL-1- STA. 31+55.23
i \ -WL-1- STA. 31+09.98 T
7)) “WL-1- STA. 31+13.22 J 2- 8" 45° BEND (VERT.) _V
2040 o ] : ___EXISTING GAS LINE “WL-1- STA. 32+94.24 2040
3 8" GATE VALVE I A TO BE ABANDONED “WL-1- STA. 32+99.85 .
0 -WL-1- STA. 26+73.67 - NOTES:
< SITION COUPLING / " WATER LINE -WL-2-  WATER LINE SEWER -SL-0- MINIMUM SEPARATION TO BE 12" BETWEEN
5035 = WL-1 STA. 26+79.50 - R WATER AND STORM PIPES UNLESS | | 2035
N __ 586 LF 8" WATER LINE EXISTING GAS LINE
- _ PROPOSED 2" WATER DIP. CL350 TO BE ABANDONED OTHERWISE NOTED. WHERE SEPARATION
_ LINE -WL-7- e L IS LESS THAN 12", CENTER ONE JOINT OF
= | 340 LF 8" WATER LINE -WL-1- RADIUS 300' \ 0 _EéIgEIRCBB-AV[L/ADBE[\ITELDINE _WEE 1 5STA h +(18 o ) WATlER PIPE O?/ER/UNDElR STCI)RM [l)RAII\II_
2030 v H DIP, CL350 ; it “WL-1- STA. 33+29.67 MINIMUM SEPARATION TO BE 18" BETWEEN 2030
= 10" SEPARATION | 8" GATE VALVE WATER AND SEWER PIPES UNLESS
5 ~ 144DF'5|FLB',\FF§%TF'?§..AL - “WL-1- STA. 28+37.59 OTHERWISE NOTED.
= | | | | I | I | I
2025 < HbPE, DR __ TRANSITION COUPLING MINIMUM SEPARATION TO BE 12" BETWEEN 2025
-WL-1- STA. 28+23.03 ] WATER AND OTHER RETAINED UTILITIES
T | UNLI|ESS OTHElRWISE NO'll'ED.
WATER LINE STATIONING MINIMUM COVER TO BE 3' BETWEEN PROPOSED
| | | | | | | | | | | | GRAIDE AI\ID WATER‘LINEIUNLE‘SS OITHEI'\"WISEI NOTED.
24+00 25+00 26+00 27+00 28+00 29+00 30+00 31+00 32+00 33+00 34+00
| | | | | | | | | | | | | | - | | | | | | | | | | | | | BEGIN 12" WL CONSTRUCTION
< -
WATER LINE -WL-1- PROFILE |% WATER LINE -WL-2- PROFILE ~WL2 STA 172737
¢
2065 | | 5 = 2065
357 LF 8" WATER LINE - T // <
- PROPOSED GRADE  DIP, CL350 T T EXISTING WATER LINE Qo
/—— 1 ! 1 _ il T " / — e ley
/ 8" GATE VALVE HEREH %) 10 BEPA;S‘IL\' SSENDEEO" TS-FFSQ&%E.EE"’O - / T [ Az 25
2060 || // -WL-1-STA. 34+10.98 | — é L 8" GATE VALVE PROPOSED 30" L -~ — = o= 2060
4/ EXISTING GROUND =~ n [ -WL-2- STA. 10+04.75 8" GATE VALVE INES \\ L= O W
N gas | 3 EXISTING GAS LINE EXISTING WATER LINE ~WL-2- STA. 15+79.04 —= < <|5
IBRSEN SRaE; + TO BE ABANDONED ‘ : 6" W, | A =
V—ﬂf-"\ \,_,/ 2_ 8" 450 BEND (VERT) N~ . ‘ . TO BE ABANDONED PROPOSED 6 VVA@ \ /\/ / V — m
2055 “WL-1- STA. 35+60.36 P PROPOSED 24 EXISTING GROUND LINE -WL-3A- ' =5 2055
-WL-1- STA. 35+49.80 |f£ STORM PIPE PROPOSED GRADE PROPOSED 15" \ /—‘S
0 I EXISTING WATER STORM PIPE N LT }
EXISTING GRAVITY 0 } S
SEWER TO REMAIN + LINE TO BE ~EXISTING 15" RCP == = 145 LF 12" WATER LINE
2050 ir ABANDONED /’ TO BE RETAINED \—BC_”::/ T DIP, CL350 5050
= EXISTING GAS LINE / =7 i _I U |
LI ___—
\\\ \ \\‘ EXISTING GAS LINE Z _— [OBE ABANEOL\“?P\;L == / /
u S TO BE ABANDONED 0 TN Y BEE
2045 |E _ < \_L EXISTING GRAVITY SEWER 25 " 2045
=% TO BE ABANDONED | ,
Ozd \ “ | EXISTING WATER LINE S O / 4-8"45°BEND (VERT.) |/ /
= . =
<7 < TO BE ABANDONED | A 4- 8" 45° BEND (VERT.) \WL-2- STA. 16+04.89
= o { | 2- 8" 45° BEND (VERT.) k | = WL-2- STA. 12400.00 -WL-2- STA. 16+07.12 |
- 2040 Vv\\IH - gﬁ. %Z‘I%%'?;E I 727 LF 8" WATER LINE  \WL.2. STA 19402 00 -WL-2- STA. 16+24.00 2040
k o \ \ M DIP,CL350 _wL-2- STA. 12+15.00 Whe2- STA. A6+27.80
EXISTING GRAVITY SEWER 8" GATE VALVE - -WL-2- STA. 12+19.00 4- 8" 45° BEND (VERT.)
TO BE ABANDONED -WL-2- STA. 10+98.19 4-8"45° BEND (VERT.) -WL-2- STA. 16+88.36
2035 PROPOSED 24" \ EXISTING WATER LINE \WL-2- STA. 14+64.05 -WL-2- STA. 16+90.41 2035
STORM PIPE k TO BE ABANDONED -WL-2- STA. 14+66.77 -WL-2- STA. 17+05.81
- | | 2- 8" 45° BEND (VERT.) EXISTING GRAVITY SEWER -WL-2- STA. 14+80.02 -WL-2- STA. 17+10.00
g WH gﬁ. gfgg.g} \ \‘ TO BE ABANDONED | “WL-2- STA. 14+82.00
ks “WL-1- STA. 34+68. 2- 8" 45° BEND (VERT.)
-1 2030 -WL-2- STA. 10+22.79 2030
¢ \ “WL-2- STA. 10+25.73
é = PROPOSED 8" GRAVITY'
- 12025 \ SEWER -SL-3A- 2025
= \— 2- 8" 45° BEND (VERT.)
= -WL-2- STA. 10+03.35
T “WL-2- STA. 10+07.07
o WATER LINE STATIONING \ \ \ WATER LINE STATIONING
o i | | | | | | | | | | | | I | I | I | I | I | I
O @
N 34+00 35+00 36+00 37+00 10+00 11+00 12+00 13+00 14+00 15+00 16+00 17+00 18+00 19+00




		2025-08-26T13:45:28-0700
	Digitally verifiable PDF exported from www.docusign.com




