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2055 EXISTING GROUND - EXISTING GRAVITY SEWER 6" GATE VALVE NORTH CAROL INA fﬁog/é W@FINE‘V @75
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. 136 LF 6" WATER LINE
6" GATE VALVE / L e, L35t EXISTING GAS LINE STORM PIPE
2045 -WL-3A- STA. 10+04.67 TO BE ABANDONED \ i i
| ‘ | ‘ \‘ 6" 450 BEND (VERT ) | ‘ ‘h~ J END 2 WL CONSTRUCTION
92 LF 6" WATER LINE H -WL-3A- STA. 12+48.20 BEGIN 2" WL CONSTRUCTION ~—-WL-7- STA. 11+34.51
DIP. CL350 I I I W7 STA. 10+00.00 \ "W/ 2" 45° BEND (HORZ.)
| I | -
2040 6" GATE VALVE ] / %/ . EXISTING WATER LINE 2"TAP | | | 7 2040
-WL-3A- STA. 10+78.59 AVL-3A- RADIUS 300 TO BE ABANDONED ‘ ‘ ‘
Eeasaa=Es / / \I | 6" 45° BEND (VERT.)
TRANSITION COUPLING | |J/ 142 LF DIRECTIONAL \ -WL-3A- STA. 12+34.48 135 LF 2" WATER LINE
2035 -WL-3A- STA. 10+91.46 DRILLING OF 8" ||| TRANSITION COUPLING FVC, SDR21 2035
PROPOSED 3 @ 8'X5'RCBC ~ / HDPE, DR14 \\ -WL-3A- STA. 12+33.65 ——
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THE ESTIMATED QUANTITY OF DUCTILE IRON
WATER PIPE FITTINGS ON THIS PLAN SHEET
IS 335 POUNDS. THE ACTUAL QUANTITY
2025 AND TYPE OF FITTINGS WILL VARY BASED 2025
ON FIELD CONDITIONS.
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2060 / = \o I i 2060
EXISTING WATER LINE_IV
2055 TO BE ABANDONED NOTES. 2055
415 LF 8" WATER LINE !
DIP. CL350 MINIMUM SEPARATION TO BE 12" BETWEEN
’ WATER AND STORM PIPES UNLESS |
5050 Eé'ﬁ;’ﬁ&%@%ﬂgg OTHERWISE NOTED. WHERE SEPARATION
AR IS LESS THAN 12", CENTER ONE JOINT OF 2050
BEGIN 8" WL CONSTRUGTION WATlER PIPE Ol\/ER/UNDElR STORM I|3RAIN.
WL-4 STA. 10+00.
CONNSECT T% ?,f,)L(_)ﬁ) W/ MINIMUM SEPARATION TO BE 18" BETWEEN
OTHlERWISE N|OTED.
MINIMUM SEPARATION TO BE 12" BETWEEN
WATER AND OTHER RETAINED UTILITIES
2040 UNLIESS OTHEIRWISE NoITED. 2040
MINIMUM COVER TO BE 3' BETWEEN PROPOSED
WATER LINE STATIONING GRADE AND WATER LINE UNLESS OTHERWISE NOTED.
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